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i. Please provide the documentation, as defined in 40 C.F.R. § 265.195, of the 
inspections of the Hazardous Waste Storage Tank and associated equipment for the 
past three (3) years. 

See attached documentation of the inspections of the Hazardous Waste Storage Tank and 
associated equipment for the past three (3) years. We have recently re-assigned 
responsibility for conducting the inspections at the Main Storage Tank and adjacent 90 
day storage area. This responsibility has been assigned to the Waste Minimization 
Manager. In the event the Waste Minimization Manager is absence, the Waste 
Coordinator will conduct the inspections. On week-ends and holidays, the inspections 
will be conducted by the Security Guard. The Security Guards will be properly trained 
concerning hazardous waste inspections and their new duties by January 31, 2006. The 
HSE Manager will review the weekly inspection reports to insure the inspections are 
being done as required. Additionally, the HSE Manager will periodically conduct walk­
thru spot check inspections to insure they are conducted properly. 





90-DAY HAZ~S WASTE CONTAINER AC~SPECTION 
Inspection-Date /~C Inspector's Signature ~ 

INSPECTION ITEI\'I \'I!.S NO COMMENTS I CORRECTIONS 
Includes-all m·eas where 90-day containers are 

or (Corrected ·immediately I , work NIA 
accumulated/staged for management-related activ-ities order) 

·~ 
(chccl< YES if corrected 

t immcdiatctv) 
Containers meet UN standards and are properly 

., 

closed with no visible gaps, cracks, holes, or r~ •:· 

other open spaces 

Containers in good condition I( a (no leaks. scyerc corrosion, structural defects. damage) 

•. 

Covered with tight fitting lids . 
Vt3 (lids and gaskets on.c'OJTectly. rings and bung~ tight} 

. . 

Properly labeled 

'fcs 
·'>. 

(marked ''Hazardous Waste··. daled, legible, \}Sible) ,,. 

. 

-
Adequate aisle space and raised aboveground 

Vb~ (easy access. raised above accumulated rain water) 

•. ___ ,_ ......... 

Compatible with matetial stored in them 
(nammables in metal. corrosives in plasLic or poly) YtJ 

Properly segregated (if applicable) . 

(corrosives separated by 4ft in all directions ti·om ~~ nanllrlablcs and oxidi1.ers: no nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



~::r 
Akzo Nr .... ql Coatings 

Roan0he Virginia 
Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year ! ;,/2/e > 
I 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
operable. 
Tanks show signs of corrosion or leaks 

'· 

Valve or piping leaks 

Pumps or packing leaks 
.. 

Containment shows signs of erosion or 
spills 
Loading J Unloading areas: sign of 
spills or leaks 
High Level Alarm 

Inspector Signature (sign daily) 

Must use a blue ink pen 

Monday Tuesday 
" 

Wednesday 

y_.::r..; / r../ 

/ c/ 
I 

j,.- ' ' ~· 

.. ..-·' / ~ ;_/·· 

., .. /· / ~ 

---- ~ / - / 

~'" 
.--~ I / 

; 

/'/ .I / 

RJ JSi) !iJ 
... 

V = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

/' ~ 
/ ._./" 

...--· 
/. / 

---· // 

/ -----/ / 
- .. 

/. / 

JfJ J:jJ 
Comments (note details of deficient conditions observed: actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels 'must be checked manually 

" ,.;::' <i 
,.;;--~. 



90-DA Y HAZARDLi~ WASTE CONT AlNER ACC=T~SPECTION 
lnspection•Date /,?.. 1~1~-r Inspector's Signature ..... ( . 

INSPECTION ITElVI 
Includes-all areas wllere 90-day containers are 

accumulatecUstaged for management-related activ-ities 

YI::S 
or 

NIA. 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or tft1 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 'its 

Covered with tight fitting lids 
(lids and gaskets on.Co.rrectly. rings and bung~ tightl 7'&3 

Properly labeled 
(marked ''Ha;~.ardous Waste''. dated, legible, v_isiblc) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain \Vater) 7-!t-3 

Compatible with material stored in them (; 
(nammables in metal. corrosives in plastic or poly) ( {;3 

Properly segregated (if applicable) , 
(corrosives separated by 4ft in all directions ti·om 
nanu.nables and oxidii'.ers: no nitr·ocellulose in area) 

NO COMMENTS I CORRECTIONS 
(Corrected ·immediately I , work 
order) 
(chccJ< Y:ES if corrected 
immediatelY). 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Not-'"'l Coatings 
Roanot~.~ Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

M<:mth/Oay/Year / J.4/o s-· 
I I 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators / v--- ../' 
operable 
Tanks show signs of corrosion or leaks £/ !.' .• / ~ 

.. ' 

Valve or piping leaks 
/ ./' ~ 

Pumps or packing leaks / 
'. / ........-

Containment ~haws signs of erosion or 
~ --- ~ spills ' 

Loading J Unloading areas: sign of ~- / / 
spills or leaks 
High Level Alarm ./ / ~ 

'""' 

~ec;tor Signature _(~ig_rJ daily) 1J ffi L& 
--~--- ----

" 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~ / 

~. / 

~ / 
/ / 

~ ~ 
.-

~ / 
-

/ / 

117 JeJ 
Comments (note details of deficient conditions observed: actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels 'must be checked manually 



90-DAY HAZAflDO, S Y'fASTE CONT AlNER ACC~~_.)J INSP_ECTION 
Inspection· Date 'Ill'· C'..;' Inspector's Signature /~~-, 

INSPECTION ITElVI YES NO COMMENTS I CO-RRECTIONS 

Ineludes-all areas where 90-day containers are 
or 

(cOrrected ·immediately I , work N!A 
accumuJatecVstaged for man<\gement-related activ~ties order) 

-~ 
(chccl< YES if corrected 

t immediatelY) 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or Yt-3·-
other open spaces 

Containers in good condition 

~J (no leaks. severe corrosion, sLructural defects. damage) 

•, 

Covered with tight fitting lids . 
'1E:> (lids and gaskets on.Co;·rectly. rings and bung~ tight! 

> . 

Properly labeled ~ '7 
~ 

(marked ''Hazardous Waste''. dated, legible, \}Sible) t:> " 

-
Adequate aisle space and raised aboveground 

V€3 (easy access. raised above accumulated rain water) 

. --

Compatible with material stored in them 

Vt:> (Oammablcs in metaL corrosives in plastic or poly) 

Properly segregated (if applicable) 
~J (corrosives separated by 4ft in all directions from 

n<lttll'nablcs <lnd oxidizers: no nitr"ocellulose in ;Jrca) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nrl:-~1 Coatings 
Roam.r; .. e Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

I 
' ' ,.. : p"""""'' 

Month/Day/Year ( (/I~/ t!.?) 
I . I 

40 CFR 265.196 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators / / / 
operable 
Tanks ~how signs of corrosion or leaks 

~- ' !" 
~ ' .,, v / 

Valve or piping leaks / /' / 
Pumps or packing leaks / ~ / .. 

Containment shows signs of erosion or v ,.,/ / spills - ' 

Loading I Unloading areas: sign of v· / ~ spills or leaks 
High Level Alarm / / / 

Inspector Signature (sign daily) 1v Jo itJ .. 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

/ ;/ 

// _r·· 

/ 

/' ...... ~· 
_..... ... ~.-· 

;:/ /" 

•' 

/ /~ 

/ #/"/ 

/ ;...-/' 
/' 

if)-
' J 

f? ' 

,:J( / 

Comments (hate details of deficient conditions observed: actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels 'must be checked manually 



.... \ 
j 

.. / 

90-DAY HAZtl!!f!JS WASTE CONT AJNER ACC~ECTION 
lnspection,Date ~J S Inspector's Signature ~ 

INSPECTION ITEIVI n:s NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-d~ containers are 

or (cl>rrccted ·immediately I , work NIA 
accumulatecl/staged for management-related activities order) 

(chccl< YES if corrected 
~ 

immediate!\·) t 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or il,~ other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 'ftv~ 

•. 

Covered with tight fitting lids . 

Vb-:> (lids and gaskets on.Co;-rectly. rings and bung~ tightl 
. . 

Properly labeled Y&> ..... 
(marked ''Ha;~.ardous Waste'·. daled, legible, visible) .,. 

I 

-
Adequate aisle space and raised aboveground 

ib'J (easy access. raised above accumulated rain water) 

"- .......... 

Compatible with mate1ial stored in them 

¥b) (flammables in metal. corrosives in plastic or poly) 
I~ 

Properly segregated (if applicab'le) 
Yb> (corrosives separated by 4ft in all dir:ections ti·om 

n:lll1l.nablcs and oxidi;.crs: no nitr·ocellulose in ~lrca) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nr~~l Coatings 
RoanL11-.e Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year // jqfor-
,, 

T-7 

40 CFR 26o.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators v ~ / 
ooerable 
Tanks show signs of corrosion or leaks 

---- I ~- l . .........--
' ' ~· 

Valve or piping leaks 
./ ~ / 

Pumps or packing leaks / / ·---.. 
Containment shows signs of erosion or / -- /' 
so iUs - ' 

Loading J Unloading areas: sign of -/ v-· ~-

spills or leaK~ 
High Level Alarm V'/ / /' 

Inspector Siqnature (siqn daily) j{) 1tJ 1o .. 

.,/ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

v·"'· / 
;.,..;'_... / 

l./"" /' 

_...,.., / 

_/ / 
.:./' ~ 

~ / 

fo ~ A 
Comments (note details of deficient conditions observed; actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels 'must be checked manually 

' 



90~DA Y HAZ~oz:s -~ASTE CONT A!NER ACC~~J'ljNSP_ECTION 
lnspectton,Date /0 7 o .> Inspector's Stgnature .- u~ 

~ .I ... - ,, 

' i 

INSP.ECTION ITEIVI YES NO COMMENTS I CORRECTIONS 
or (cOrrected ·immediately I ·work Includes-all a1·eas where 90-da.y containers are NIA 

accumulated/staged for management-related activities order) 
.. (chcc:l< YES if corrected 

'\ immcdiatclv) 
Containers meet UN standards and are properly '· 

.. 
closed with no visible gaps, cracks, holes, or Yt:J 
other open spaces 

Containers in good condition 
Lit> (no leaks. scYcrc corrosion, structural defects. damage) 

•. 

Covered with tight fitting lids 

l(s (lids and gaskets on.CoJ-rectly, rings and bung~ tight> 
. -- . 

Properly labeled 

Ye> 
··,~ 

(marked ''H<vardous Waste'·. dalcd, legible, \isiblc) c 

-
Adequate aisle space and raised aboveground 

'ft;1 (easy access. raised above accumulated rain water) 

..,. - ........ 

Compatible with matetial stored in them 

¥t:1 (Hammablcs in metal. corrosives in plaslic or poly) 

Properly segregated (if applicable) 
Vt> (corrosives separated by 4 ft in all dir,ections from 

nanu.nablcs and oxidizers: no nitr·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nrhql Coatings 
Roanu ... cl Virginia 

Daily Hazardous Waste Tank Inspection Log 

/ I 
Month/Day/Year /Ob7/Q r:' 

r ~ ~ 
/ : 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
operable 
Tanks shqw signs of corrosion or leaks 

Valve dr piping leaks 

Pumps or packing leaks 
.. 

Containment shows signs of erosion or 
spills 
Loading J Unloading areas: sign of 
spills or leaks 
High Level Alarm 

Inspector Signature (sign daily) 

Monday 

:./< 

(_,....-.. " 

...,..,.~ 

/ 

_/ 
__...,-· 

i/ 

iRJ 
'L. 

Must use a blue ink pen 

iuesday Wednesday 

V'_... ----
~' •. /' ~ 

/' / 

v-· ./ 

~ / .. 

/ ~ 

V" v'' 

1fl [g 
- -------

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

,_....-~ 

/" 

/'" 

----
/~ 

'{./# 
.. 

/' 

J 

@ ,,. :/ 

Comments (note details of deficient conditions observed; actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels 'must be checked manually 



90-DAY HAZ~~S WASTE CONTAINER ACC~PECTION 
lnspection•Date /tJVJ'{" Inspector's Signature _, ~ . 

INSPECTION ITElVI Yl!.S NO COMMENTS I CORRECTIONS 
Includes-all at·eas where 90-day containers are 

or (corrected ·immediately I ·work NIA 
accumulate<Ustaged for management-related activities order) 

i\ 
(-ehecl< YES if corrected 
immcdiatclv) 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or fj{{J '-'" 

other open spaces 

Containers in good condition 
lfl:i> (no leaks. severe corrosion,. slructuml defects. dl:llnagc) 

Covered with tight fitting lids 
'(b-5 (lids and gaskets on.CoJ-rectly. rings and bun£!? tight> 

0 . 

Properly labeled 
-·~ 

(marked ''Ha/.ardous Waste'·. dalcd, legible, visible) 
I 

r~-s 

-
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

'ffdJ 
.. •..-.. 

Compatible with matetial stored in them 
(llammablcs in metal. corrosives in plastic or poly) ~~~ 

Properly segregated (if applicab!b) Y£1 (corrosives separated by 4ft in all directions from 
nanui:1ables and oxidizers: no nitr·ocellulose in <lrca) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



AKZO 1\lODel ~oanngs 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year /O (J.-1 /o·~ , r 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
operable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 
.. 

Containment shows signs of erosion or 
so ills 
Loading J Unloading areas: sign of 
spills or leaks 
High Level Alarm 

Inspector Sionature (siqn daily) 

Must use a blue ink pen 

Monday Tuesday Wednesday 

/ ~ / 

. ;/. ,. / v· 
•• '!,p, 

/ / ~ 

/ / / 

/ / / - -

/ / / 

/ / / 

to /f) /L) 
• 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

/ ~ 

~· / 

/' / 
/ / 

/ / 

~ / 

/ / 

jJJ i/J 
Comments (note details of deficient conditions o,bserved:actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 



90-DAY HAZ~~ WASTE CONTAINER AC~SPECTION 
lnspection•Date /.t'f,~ Inspector's Signature ..,... . 

INSPECTION ITElVI YES NO COMMENTS I CORRECTIONS 
Includes-all a1·eas where 90-day containers are 

or (cOrrected ·immediately I , work NIA. 
accumulated/staged for management-related aetivlties order) 

!\ 
(chccJ< YES if corrected 
immcdiatclv) 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or 
other open spaces 

f(tg 

Containers in good condition 

~~ (no leaks. severe corrosion, slruCtural defects. damage) 

•. 

Covered with tight fitting lids . 
~I:[J (lids and gaskets on.Co_rrectly. rings and bungi tightl 

. 

Properly labeled 
rcJ 

--~ 

(marked "'Hazardous W<lste'·. dated, legible, \}Sible) ' 

.· 'j 
) 

. 

-
Adequate aisle space and raised aboveground 

<ft:> (easy access, raised above accumulated rain water) 

- -~ 

Compatible with mate1ial stored in them 
~flJ (flammables in metal. corrosives in plastic or poly) 

. . 

Properly segregated (if applicable) 

~~3 (corrosives separated by 4ft in all dinections from 
naminCJbles CJnd oxidizers: no nitr·ocellulose in arc<l) 

Additional comments (initial and follow up actions to correct problem, etc_) if applicable: 



Akzo Nrhql Coatings 
Roanu.-.cl Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/DayN e~r ro/rtf/or-
I t 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I SpiU control indicators / ~- .../" 
operable 
Tanks show signs of corrosion or leaks /. , ./ I 

•• './1• 

Valve or piping leaks / ~ / 
Pumps or packing leaks 7 ---- I '. 

Containment shows signs of erosion or / / ~ 
spills - -. 

Loading J Unloading areas: sign of / / / soills or leaks 
High Level Alarm 7 ~ ./ 

Inspector SigQature (siqn daily) in 10 1o 
... 

v' = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

/ / 

/ / 

./ / 

/ ~ 

/ / 
/ / 

/ 7 

1i5 L/) 
Comments (note details of deficient conditions obseNed: actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is. not operable; tank levels 'must be checked manually 



90-DAYHAZ~S WASTE CONTAlNERAC~~'TINSPECTION 
lnspection·Date /tJ/Op Inspector's SignatureL~ · 

INSPECTION ITElVI YES NO COMMENTS I CORRECTIONS 
Includes-all m·ens where 90-day containers are 

or (corrected ·immediately I , work NIA 
accumulatecVstaged for management-related activities order) 

-· -(che~k YES if corrected 
'\ immediatch·) 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or (b! other open spaces 

Containers in good condition 

if35 (no teaks. severe corrosion, structural defects. damage) 

•. 

Covered with tight fitting lids 
(lids and gaskets on~oJ·rectly. rings and bung~ tightl {!;'};, 

. . 

Properly labeled 
(marked ''Ha;.ardous Waslc··. dalcd, legible, \isiblc) Vf5 

.... 

-
Adequate aisle space and raised aboveground 

V&:s (easy access. raised above accumulated rain water) 

. -~ 

Compatible with material stored in them 
VCB-(Hammables in rncwL corrosives in plasLic or poly) 
(, . 

Properly segregated (if applicable) 
Vt-> (corrosives separated by 4ft in all directions ti·om 

nanu.nables and oxidizers: no nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo N~:t -~1 Coatings 
RoanoKe Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year /Q!tlos--
I ' 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
operable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 
.. 

Containment shows signs of erosion or 
~pills 

Loading J Unloading areas: sign of 
spills or leaks 
High Level Alarm 

Inspector Signature (sian daily) 

Must use a blue ink pen 

Monday Tuesday Wednesday 

,/ t/'" / 

...-- I. 
'.'it>· 

/ /' 

!/' / ~ 

/ / / 
/" / / - . ' 

/ / / 
/ 

/ / / 

ffJ p iJJ 
... 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~ 

/' 

v-
~ 

/ 

I/' 

/ 

ffJ 
Comments (note details of deficient conditions o.bserved: actions necessary, actions taken and dates of actions taken). 
If Hiah Level Alarm is not operable; tank levels must be checked manually 



90-DAY HA2~%S WASTE CONT A.INER AC~SPECTION 
lnspection•Date ?~,~~ Inspector's Signature .~ · 

INSPECTION ITE.!VI Yl!:S NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (cOrrected ·immediately I , work NIA 
accumulatecUstaged for management-related activities. order) 

·~:-
(chccli- YES if corrected 

t immcdiatclv) 
Containers meet UN standards and are properly 

., 

closed with no visible gaps, cracks, holes, or itfi .·· 
other open spaces 

Containers in good condition y~ 
(no leaks. severe corrosion, structural defects. damage) 

•. 

Covered with tight fitting lids ¥63 (lids and gaskets on.Coj"recrly. rings and bung~ tight> 

-- . 

Properly labeled 'fes ~ 

(marked ''Huardous Waste''. daLed, legible, \}Sible) .. 

-
Adequate aisle space and raised aboveground Vt:S (easy access. raised above accumulated rain water) 

. ··-

Compatible with material stored in them 

~~ cnammables in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 
~t-3 (corrosives separated by 4 ft in all directions ti·om 

O:Hm.nablcs and oxidizers: no nitr·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo N0,._ql Coatings 
Roanu.~e Virginia 

Daily Hazardous Waste Tank Inspection Log 

ry'lonth/Day/Y ear 1/Jo/o~ 
,- r 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday· 
Overfill/ Spill control indicators / operable 
Tanks show signs of corrosion or leaks / 
Valve or piping leaks 

/ 
Pumps or packing leaks / .. 

Containment shows signs of erosion or 
~ 

spills 
Loading I Unloading areas: sign of 

/ spills or leaks 
High Level Alarm / 

Inspector Signature (sign daily) i:tJ 
"' 

Must use a blue ink pen 

Tuesday Wednesday 

/ /' 

, . 
~ r/ . '.,. 

/ 
.__./ 

/ / 

-·~ ( 

~ I 
/ I 

ifz ---- M 

. ./ = Satisfactory 

X == Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

/ / 
( /' 

/ /'"' 

I _..,., 

/ / 

/ .._/' 
-

/ ~· 

1/J h 
-- ---

Comments (note details of deficient conditions observed,· actions necessary, actions taken and dates of actions taken) 
I If HiSh Level Alarm is not operable; tank levels· must be checked manually 



90-DAY ~o;;_s WASTE CONTAINER AC~ INSPECTION 
lnspection·Date ~~t-'PS:: Inspector's Signature , ~ ·.,... . 

INSPECTION ITElVI n:-s NO COMMENTS I CORRECTIONS 
Includes-all a1·ens where 90-day containers are 

.or ( ci>rrcctetl · iminedintcly I , work NIA 
accumulated/staged for management-related activities order) 

(chccl< YES if corrected 
!'~ Jmmediatclv) 

Containers meet UN standards and are properly 
,, 

closed with no visible gaps, cracks, holes, or '(85· 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) l(ij 

•, 

Covered with tight fitting lids . 
(lids and gaskets on.Co;-rectly. rings and bung~ tight> YeJ -- . 

Properly labeled ¥8 -~ 

(marked ''Ha/.ilrdous Waste''. dated, legible .. '}siblc) ,, 

-
Adequate aisle space and raised aboveground t{ft3 
(easy access. raised above accumulated rain water) 

~ ........... 

Compatible with mate1ial stored in them 
<1b3 (nammablcs in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 
(corrosives separated by 4ft in all directions from ¥83 nanu'nablcs and oxidizers: no nitr·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nr~~l Coatings 
Roanvncl Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year ?iozJt:)' 
I 7 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Eq\lipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators ,./' 
operable 

./~ .,/ 

Tanks shoW signs of corrosion or leaks ~ /' v / . ' ~· 

Valve or piping leaks / / <---
Pumps or packing leaks / ...,/ / . ' 

Containment shows signs of erosion or ../' V' / spills - ' 

Loading J Unloading areas: sigh of / v / spills or leaks 
High Level Alarm / / / 

Inspector Sionature (siQn daily) !.tJ M p 
.. 

. ./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~·· -./ 

;./" 1---
~ ./ 

/ ~· 

c/" ._---

'/ / 
·- .,. 

/ /-

jg kJ 
Comments (hate details of deficient conditions ob$erved,' actions necessary, actions taken and dates of actions taken) 
If HiQh Level Alarm is not operable; tank levels must be checked manually . 



90-DAY HAZ~~S WASTE CONTAlNER AC~ INSPECTION 
lnspection·Date JL'JJC Inspector's Signature .~ 

INSPECTION ITEIVI \'1£S NO COMMENTS I CORRECTIONS 
Includes-all at·ens where 90-d-ay _containers are 

or 
NIA. (Corrected ·immediately I , work 

accumulatecUstaged for management-related activ-ities order) 
(chccli YES if corrected 

-·~ 

immcdi-atclv) t 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or 

teJ 
1-·· 

other open spaces 

Containers in good condition rb{ (no leaks. severe corrosion, structural defects. damage) 

•. 

Covered with tight fitting lids 
(lids and gaskets on.CoJ-rectly. rings and bung~ tightl lf~ 

> . 

Properly labeled 

rt?J 
~ 

(marked ''Hai'.ardous Waste'·. daled, legible, \·;isiblc) 

-
Adequate aisle space and raised aboveground 
(easv access. raised above accumulated rain water) 'tlf!> 

·--

Compatible with mate1ial stored in them 

ft63 (!1ammables in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 

~if> (corrosives separated by 4ft in all directions from 
n;uninables and oxidii'.ers: no nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



;i. 

Akzo Nr"'-~1 Coatings 
Roanlme Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day IV ear ?/rer/o~ 
I -~ 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators v / / operable 
Tanks show signs of corrosion or leaks / I , v / • ''11• 

Valve or piping leaks / / / 
Pumps or packing leaks / / / .. 

Containment shows signs of erosion or / ·~ ([ 
Spills - .. 

Loading J Unloading areas: sign of / / / 
spills or leaks 
High Level Alarm / /' t/ 

Inspector Signature (sign daily} 1o L/!J Jg 
'1. 

V = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

/ / 

~ / 

/ / 

/ / 

---- / 

;/ / 
.. 

/ /' 

Jo bJ 
Comments (note details of deficient conditions observed,· actions necessary, actions taken and dates of actions taken) 
If HiQh Level Alarm is not operable; tank levels' must be checked manuallY_ 



90-DAYHAZARDOUS WASTE CONTAlNERACC~>ECTION 
lnspection·Date Cf-'1-o(' Inspector's-Signature -~~-

INSPECTION ITElVI YES NO COMMENTS I CORRECTIONS 
Includes-all at·eas where 90-day containers are 

or (Corrected ·immediately I ·work NIA 
accumulated/staged for management-related activ-ities order) 

(chccl< YES if corrected 
~ 

immcdiatclv) t 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or 
~b other open spaces 

Containers in good condition 

Y~t> (no leaks. severe corrosion, structural defects. damage) 

•. 

Covered with tight fitting lids 

f&} (lids and gaskets on..Co.rrectly. rings and bung~ tight> 

--. 

Properly labeled 
··~ 

(marked ''Hazard.ous Waste''. dalcd, legible, '}siblc) 
Yl33 

,. 

-

-
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) y~ 

~. - .......... 

Compatible with mate1ial stored in them 
(nammables in rnctal. corrosives in plaslic or polY) ~{ij 

Properly segregated (if applicable) 
(corrosives separated by 4ft in all directions from Yl8 nanu.nablcs and oxidizers: no nitr·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nr',~l Coatings 
RoanoKe Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year 9- 7 -CJ ~ 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/E_quip_ment/Containment Monday 
Overfill/ Spill control indicators 
qperable 
Tanks show signs of corrosion or leaks 

. 

Valve or piping leaks 

Pumps or packing leaks 
.. 

Containment shows signs of erosion or 
spills -
Loading J Unloading areas: sign of 
sj:)ills or leaks 
High Level Alarm 

Inspector Signature (sign daily) . 
- - .. 

Must use a blue ink pen 

tuesday 

j . 
'' ',po 

-

- -

Wednesday 

/ 
/' 

/ 

/ 
/' 

~ 

/ 

V = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

v--·· ~ 

v-· ~ 

/·: ---
/ / 

/ .,_...,/ 

£_/"' / 
/ ~ 

)o JfJ_ 
-- .__ -- - --- -- -

ffJ. 
Comments (note details of deficient conditions observed: actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels 'must be checked manually 

i 



90-DAY HAZARDOUS WASTE CONTAINER AC~A~ECTION 
lnspection·Date 2-l... -0 S: Inspector's Signature. 

7 

INSP.ECTION ITEIVI YES NO COMMENTS I CORRECTIONS 
Includes-at! areas -where 90-day containers are 

or (ci>rrectecl · immedintcly I , work NIA 
accumulated/staged for management-t·elated activities order) 

-~ 
(chcelt YES if corrected 

t immt'tfiatclY) 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or '{~ other open spaces 

Containers in good condition 
(no leaks. se,·erccorrosion, structural defects. damage) Ve> 

•. 

Covered with tight fitting lids . 
(lids aud gaskets ou.Cofrectly. rings and bung~ tight) 1e> " . 

Properly labeled 

it:P 
" (marked ''Ha;~.ardous Waste'·. dated, legible, \isible) ,. 

-
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

1b-:> 
. --

Compatible with material stored in them 
(Hammables in metal. corrosives in plastic or poly) 'teJ 

Properly segregated (if applicable) 
(corrosives separated by 4 ft in all di~ections from lflfJ nanu.rwblcs and oxidi1.ers: no nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nr""ql Coatings 
Roan'G·.~d Virginia 

Opily Hazardous Waste Tank Inspection Log 

Month/DayN ear ? - J. -0 ~ 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday 
Overfill/ Spill control indicators ,/" 
operable 
Tanks show signs of corrosion or leaks / 

Valve or piping leaks / 
Pumps or packing leaks / .. 

Containment shows signs of erosion or / 
spills 
Loading J Unloading areas: sign of 

L---'"" 
spills or leaks 
High Level Alarm / 

Inspector Signature (sign daily) if) 
.. 

Must use a blue ink pen 

Tuesday Wednesday 

I p/ 

I" / / . '.,, 

/ / 
/ / 

/ / .. 

{._,/ / \ 

/ / 

/A) iiJ 

. ./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

,./" / 

/ / 
(,/ / 
/ r-
_,/ 

~ 

/ / 

~ -~ 

jo J!ey 
Comments (note details of deficient conditions observed: actions necessary, actions taken and dates of actions taken) 
If HiQh Level Alarm is not operable; tank levels 'must be checked manually 

I 



) 

90-DAY HAZARDOUS WASTE CONT AlNER AC~N INSPECTION 
lnspection·Date '1-'lfd-o>: Inspector's Signature >~4-«- _ · 

INSPECTION ITEJ.VI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected ·immediately I ·work NIA. 
accumulated/staged for management-related activ~ties order) 

(checl< YES if corrected 
·~ immcdiatclv) 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or .. 

~eJ'' other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) Y&-J 

•. 

Covered with tight fitting lids 
(lids and gaskets on.Cofrectly. rings and bung~ tight) ~0 . . . 

Properly labeled 

~&3 
·~ 

(marked ''H1v.ardous Waslc'·. daled, legible, "'}sible) •. 

. 

-
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) ~'? 

. -

Compatible with matetial stored in them 
(Hammables in metal. corrosives in plaslic or poly) 

~&) 

Properly segregated (if applicable) '·. 

(corrosives separated by 4 ft in all directions ti·om (r~ 
naminables and oxidizers: no nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo N('"'ql Coatings 
Roanv;,d Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year. . ~-~ 6 -0~ 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators ~ / ~ 
O_Qerable 
Tanks show signs of corrosion or leaks I ,. / / 

~ ' ·~. 

Valve or piping leaks / ,/ / 
Pumps or packing leaks / / /' .. 

Containment shows signs of erosion or / ./ / spills - - L 
Loading J Unloading areas: sign of I / / 
s_Q_ills or leak$ 
High Level Alarm / / / 

lhspector S!g_nature {sign dai!Yl JfJ UJ M .. 

.Jt/ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday __,..., _...--

/ / 

/ / 

/ .~/ 

/ ~ 

/ L,.---" 
-

i ~· 

to 10 
Comments (note details of deficient conditions qbserved,·actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels 'must be checked manually 



90-DAY HAZARDOUS ?STE CONTAINER AC~PECTION 
lnspection•Date f{-/'f- lJ Inspector's Signature ~. 

INSPECTION ITElVI n:s NO COMMENTS I CORRECTIONS 
Inclu{fes-all areas where 90-day cnntainers are 

-or 
(cOrrected ·immediately I N/A ·work 

accumtrlated/staged for management-related activities order) 

"t-
(cb.cclt YES if corrected 

t immcdiatclv) 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or ,,, 

other open spaces YeS 

Containers in good condition 

~6--> (no leaks. severe corrosion, structural defects. damage) 

•. 

Covered with tight fitting lids . 

~~ (lids and gaskets on.Co;-rectly. rings and bung~ tigho 

" .. . 

Properly labeled .,. 
(marked ''H<v.ardous Waste'". dated, legible, \isiblc) ~(:;'3 ' 

-
Adequate aisle space and raised aboveground 

'{b) (easy access. raised above accumulated rain water) 

.. ··-

Compatible with material stored in them 
(Hanumbles in metal. corrosives in plastic or poly) VGJ 

Properly segregated (if applicable) 

'{b3 (corrosives separated by 4 ft in all directions ti·om 
nanu.nables and oxidizers: no nitr·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo No!:--0! Coatings 
. ' ·~ 

Roanoh.., Virginia 
Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year <g - / '7-o > 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday 
!Overfill/ Spill control indicators 

~ 
operable 
Tanks show signs of corrosion or leaks I 

./ .. 

Valve or piping leaks / 

Pumps or packing leaks / .. 

Containment shows signs of erosion or / 
spills -
Loading J Unloading areas: sign of / spills or leaks 
High Level Alarm / 

Inspector SiQnature (sign dai!Y}_ io .. 

Must use a blue ink pen 

Tuesday Wednesday 

/ / 
{ :~ / / 

/ / 

/ ~ 

/ / .. 

c/'. V". 

/ / 

io );JJ 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~ / 
~/ ~ 

I / 

/ ~ 

/ ~ 

-/ / 
./ 

/ ~ 

Jv &o 
Comments (note details of deficient conditions o.bserved: actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operabl~; tank levels mu~t be checked manually 



90-DAY HAZARDOUS WASTE CONT AlNER ACCUMULATION INSPECTION 
Inspection•Date 9"- >:l-b§ Inspector's Signature . 

INSPECTION ITEJ.VI YES NO COMMENTS I CORRECTIONS 
Includes-all m·ens where 90-day containers are 

or (corrected ·immediately I , work NIA. 
accumulatecUstaged for management-related activities order) 

(chccl' YES if corrected 
·~ 

imm£diatcl v) t 
Containers meet UN standards and are properly 

.. 

closed with no visible gaps, cracks, holes, or 

\ other open spaces 

Containers in good condition 

\ (no leaks. severe corrosion, structural defects. damage) 

•. 

Covered with tight fitting lids 

\ 
llids and gaskets on..io;Tectly, rings and bung~ tightl 

' . 

Properly labeled ) ~ 

(marked ''Ha/.ardous Waste··. dated, legible, \isiblc) ., 

. 

-
Adequate aisle space and raised aboveground 

\ (easy access. rdised above accumulated rain water) 

~' -·---

Compatible with mate1ial stored in them ) (nammablcs in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) '\ tcorrosives separated by 4 ft in all directions from 
nanll.nablcs and oxidizers: no nitt·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo N0~BI Coatings 
Roanv.-~e Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/DayNear ~....., }().-{) 5 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday 
Overfill/ Spill control indicators ~ operable 

1
Tanks show signs of corrosion or leaks 

~ 

Valve or piping leaks 

Pumps or packing leaks 
~ .. 

Containment shows signs of erosion or 
~ spills 

Loading J Unloading areas: sign of 
spills or leaks ~ 
High Level Alarm ~ 

Inspector Signature~lg'l___d~ilyL __ .. 
" 

Must use a blue ink pen 

Tuesday Wednesday 

~ ~ 

I ~ ' .. --..;._, 

~ ~ 

---- ~ 
'"--- ~ .. 

~ ·~ 

''------- -~ 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~ ~ 

~ ~ 
~ ~ 

~ ~ 

~ ~ 
·~ -~ 

·-

~ ~ 

Comments (note details of deficient conditions observed: actions necessary, actions taken and dates of actions taken) 
If High Level Alarm ls oo! operable; tank levels 'must be checked manually 



90-DAY ~S YiASTE CONTAINER ACC~~ECTION 
lnspection•Date p> Inspector's Signature ~~-

INSPECTION ITEIVI YES NO COMMENTS I CORRECTIONS 
Includes-aU at·ens where 90-day containers are 

or (corrected ·immediately I , work NIA 
accumulatecUstaged for management-related activities order) 

't-
(chccl< YES if c-orrected. 

t immcdiatclv) 

Containers meet UN standards and are properly ' 
.. 

closed with no visible gaps, cracks, holes, or 

r~ other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. dama.gc) Ve> 

•. 

Covered with tight fitting lids 
(lids and gaskets on.Co.rrectly. rings and bung~ tight) ~GS 

-. 

Properly labeled 

~ej 
-~ 

(marked ''Ha;~.ardous Waste'·. dated, legible, ,.;isiblc) 

-
Adequate aisle space and raised aboveground 

r~3 (easy access. raised above accumulated rain water) 

,. --A-

Compatible with mate1ial stored in them 

Y1::3 (nammnbles in rnctnl. corrosives in plastic or poly) 

Properly segregated (if applicable) 
Vs.t (corrosives separated by 4 ft in all directions from 

nanu.nables and oxidi;~.ers: no nitrocellulose in ;:Jrea) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nr.,.91 Coatings 
Roan<J.~e Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year '2/~le~ 
v --, 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containmen~ 

Overfill/ Spill control indicators 
operable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
spills 
Loading J Unloading areas: sign of 
spills or leaks 
High Level Alarm 

Inspector Signature (sign daily) 

Monday 

.. .. 

Must use a blue ink pen 

Tuesday Wednesday 

/ / 

I .•. / / 
/ / 

/ 7 
/ / 

/ / 
/ c.-/ 

i6 ifJ 

.j = Satisfactory 

X ::::; Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

/ ~ 

/ / 
/ / 

/ / 
, ____...,. 

/ ~ 

/ / 

tv UJ 
Comments (note details of deficient conditions observed,· actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels 'must be checked manually 



90-DAY HAZ~~S WASTE CONTAINER ACC~I~SPECTION 
lnspection·Date ~7~r;- Inspector's Signature , (!; ~ 

INSP.ECTION ITEIVI YES .c·NO COMMENTS I CORRECTIONS 
. ~ 

or 
(cOrrected ·immediately I Includes-all arens where 90-day containers are NIA , work 

accumulatecUstaged for management-related activities order) 

.l' (-chcclt YES lf corrected 
t immediatelY) 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or 

lf83 other open spaces 

Containers in good condition 
(no leaks. sc\'ere corrosion, structural defects. damage) te> 

Covered with tight fitting lids . 

Ytrs (lids and gaskets on..Co[rectly. rings and bung~ tightl 

. . 

Properly labeled ., 
(marked ''Ha;~.ardous Waste··. daled, legible, \isible) 

C(f53 

-
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain 'vater) 

YbJ 
,. --

Compatible with mate1ial stored in them 
(Hammables in metal. corrosives in plastic or pol)') Ye> 

Properly segregated (if applicable) 

Vt) (corrosives separated by 4 ft in all directions from 
namJ.nablcs and oxidizers: no nitr·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nr~.:-~1 Coatings 
Roanur<e Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year 1h'tks;' l ·~ -r 

40 CFR 265.195 RCRA Tank Inspections 

I Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
operable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 
.. 

Co11tainment shows signs of erosion or 
spills 
Loading I Unloading areas: sign of 
spills or leak~ 
High Level Alarm 

Inspector Siqnature (siqn daily) 

Must use a blue ink pen 

Monday Tuesday Wednesday 

~ ~ ./ 
/ , . 

• • ',p, 
/ / 

/ _...-/ / 
~ / v 

/ / / - -
/ / / 

/ / / 

kJ j() 1tJ 
II. 

4/' = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

-

Comments (note details of deficient conditions observed; actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels must be checked manually 



90-DAY HAZARDOUS WASTE CONT A.INER AC~T~ECTION 
lnspection·Date 7-1-2--tJs-- Inspector's Signature ~ ~ 

INSPECTION ITElVI n:s NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (eorrccted ·immediately I ·work NIA. 
aceumulatecUstaged for management-related activities order) 

(chcc:J.: YES if corrected . 
-~ 

immcdiatclv) t 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or 
ieJ 

'. 

other open spaces 

Containers in good condition 

YbJ (no leaks. severe corrosion, structural defects. damage) 

•. 

Covered with tight fitting lids . 
(lids and gaskets on.Co.rrectly, rings and bung~ tight> 

Yl£5 . 

Properly labeled ..... 
(marked ''Hazardous Waste'·. dalcd, legible, '}siblc) Yb> ,, 

-
Adequate aisle space and raised aboveground 

1t) (easy access. raised above accumulated rain water) 

__ ...,...._~ 

Compatible with material stored in them 

1[;;3 {nammablcs in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 

it} (corrosives separated by 4ft in all directions from 
nnnu.nablcs and oxidit.crs: no nitr-ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo NohBI Coatings 
RoanL.~d Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year 7- ~7---0s:' 

40 CFR 265.195 RCRA Tank Inspections 

tanks/Equipment/Containment Monday 
Oveliill/ Spill control indicators / operable . 
T ahks show signs of corrosion or leaks .. ../" 

-. 

Valve or piping leaks / 
Pumps or packing leaks / .. 
Containment shows signs of erosion or / 
spills -
Loading I Unloading ~reas: sign of / spills or leaks 
High Level Alarm / 

ln~pector Signature (sign daily) MJ 
... 

Must use a blue ink pen 
I 

Tuesday Wednesday 

,--- ,/ 

,. ,/"" / '; '11· 

/ /' 

/ / 
/ / 

'• 

/ ~ 

/ / 

to w 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

/ ----
/ / 

/ ;/' 

/ ./ 

~ ,./ 

/ ~ 

/ <:__.....--

if) MJ 
Comments (note details of deficient conditions opserved,·actions necessary, actions taken and dates of actions taken) 
If HiQh Level Alarm is not operable; tank levels must be checked manually 



~:J:d..YA.~ ··J. 

90-DA Y HAZARDOUS WASTE CONT AlNER ACCUMUL~TIONiNSPECTION 
Inspection Date'/.._ IJ -c)f Inspector's Signature /.h-~,~AjAil,A~~-

i!_""' (/V 

INSPECTION ITEfVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

accumulatecVstaged for management-related activities 

or 
NIA ( c·orrcctetl ·immediately 

order) 
I , work 

·~ 

t 

(chccli. YES if corrected 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids 
(lids and gaskers on correctly. rings and bungs tight> 

Properly labeled 
(marked ''Ha/.ardous Waste'·. daled, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with material stored in them 
(nammables in rnctnl. corrosives in plr~stic or poly) 

Properly segregated (if applicable)' 
(corrosives separated by 4ft in all dire~tJOnS from 
n;Hnt.nClblcs Clnd oxidi;.ers: no nitr·ocelftilose in area) 

.. 

immcdiatclv) 

\ 

\ 

\ 
\ 

\ 
.. 

\ ·-

. 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 

. 

-



Akzo Nt ..J Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year/-/ s:-uS 
40 CFR 265.195 RCRA Tar)k Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators / ~ / 
operable .. -
Tanks show signs of corrosion or leaks / / / 
Valve or piping leaks / / / 
Pumps or packing leaks /" / / 
Containment shows signs of erosion or ~ / / 
spills 
Loading I Unloading areas: sign of / ~ / 
spills or leaks 
High Level Alarm / / / 

ln_s~ctor Signature (sign daily) ~ £0 jf) 

V = Satisfactory 

X·= Deficiency 
•(pescribe_ each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday ~iday 

~ "v 
/ ~ 

/ ~-
/ ~ 

/ \... ~ 
-/ ·~ K 
/ ~ 

.VJ hlJ 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not o_perable; tan~Jeve~must b~g_heckecl_r11anuajly_ 

~ 



90-DA Y HAZARDOUS '?7TE CONTAINER ACm~ECTION 
Inspection Date 7- <j- 0~ Inspector's Signature~~ 

INSPECTION ITELVI YES NO COMMENTS I CORRECTIONS 

Includes-all areas where 90-day containers are 
or (corrcctec.l ·immediately I ·\York N/A 

accumulatecUstaged for management-r·elated activities order) 
,. 

(chccli YES if corrected ';:. 
immediatelY) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or 
'fe7 

... 
other open spaces 

Containers in good condition 

r~ (no leaks. severe corrosion, struC1ural defects. damage) 

-

Covered with tight fitting lids 
i~ (lids and gaskets on correctly. rings and bungs tight) 

.. - . 

Properly labeled 

~0 (marked ''Hazardous Waste''. daLcd, legible, visible) 

-
Adequate aisle space and raised aboveground 

( 1(:;-:> (easy access. raised above accumulated rain water) 

. 

Compatible with material stored _in. them 

~~1 (11;lllll11ablcs in rnctaL corrosives ii1 plastic or poly) . 
-· 

Properly segregated (if applicable}' 
11:;3 (corrosives separuted by4 ft in all directions from . 

naminables CJnd oxidi/.crs: no nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



' Akzo Nc . J Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year L- <g- 0 S: 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators JJkP ~ operable ---. 

Tanks show signs:of corrosion or leaks / 

1Valve or piping leaks / 
Pumps or packing leaks / 
Containment shows signs of erosion or / 
spills 
Loading I Unloading areas: sign of / 
spills or leaks /. 

High Level Alarm / 

Inspector Signature (sign daily) fJJ 

A/ :;:: . Satisfactory 

X= Deficiency 
.·(describe. each deficiency in 
comments section. Indicate 
cOrrective actions/dates taken) 

Thursd(ly Friday 

/' / 

/ ~ 

.I / 

' / [ 

/ / 
/_ ( 

/ / 

it; u 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High _L_ey~l Alarm is not operable; tank levels must be checked manually 



90-DA Y HAZARDOUS WASTE CONT AlNER ACC~ INSPECTION 
Inspection Date 7-/-oCZ: Inspector's Signature ~~ . 

INSP.ECTION ITElVI "r'ES NO COMMENTS I CORRECTIONS 
.. -. ""~. 

Includes-all areas where 90-day containers are 
or (corrected · immediately I ·work NIA 

accumulate<Vstaged for management-1·elated activities order) 
(checJ.: YES if corrected 

·~ 

immcdiatclv) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or 
ib1 other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects .. damage) L(b'3 

-
•. 

Covered with tight fitting lids 
Y&j (lids and gaskets on correctly. rings and bungs tightl 

- . 

Properly labeled 
¥&5 (marked ''Hazardous Waste··. daled, legible, visible) 

-
Adequate aisle space and raised aboveground 

~b"] (easy access. raised above accumulated rain water) 

. 

Compatible with material storedin them 
(On!Hl11nbtes in metaL corrosives in plas~ic or poly) l.fG'§ 

Properly segregated (if applicable}' 

r~> (corrosives separated l:ly 4ft t.n all directions from 
nanu'nables and oxidi;.ers: no nitr·ocellulose in area) 

. 

Additional comments (initial and follow up actions to correct problem, etc.) if appllcable: 



Akzo Nt.· J Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year -~7- /-05 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators / / ~ / 
operable ---.. 

Tanks show signs of corrosion or leaks V' / 7 
Valve or piping leaks / / I 
Pumps or packing leaks / / / 
Containment shows signs of erosion or ./ / / 
spills 
Loading I Unloading areas: sign of / / / 
spills or leaks / / 

High Level Alarm / / / 
_, 

Inspector Signature (sign daily) to iO if) 

. ./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/date~ taken) 

Thursday Friday 

/ v 
/ / 

I / 

7 ./ 

/ / 

,/- / 
/ -7 ---

.fro ffi 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If HiQh Level Alarm is not operable; tank levels must be checked manually 



90-DAY HAZ~O%_ WASTE CONTAINER AC~SPECTION 
Inspection Date ~Cj.· r Inspector's Signature ~ . 

l 

INSPECTION ITEJVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected ·immediately I • lYOrk N/A 
accumulatecVstaged for management-related activities order) 

(checli YES if corrected 
·~ 

immcdiatclv) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or %~ '~I' 

other open spaces 

Containers in good condition 

Yt3 (no leaks. severe corrosion, sLructural defects. damage) 

. 

•. 

Covered with tight fitting lids 

~b':? {lids and gaskets on correctly. rings and bungs tightl 

-. 

Properly labeled 

¥t3 (rnmked ''Hazardous Waste'·. dated, legible, visible) 

-
Adeguate aisle space and raised aboveground 

Yf:t~ (easy access. raised above accumulated rain water) 

Compatible with materi.ai stored in them 
~b~ (flammables in metaL corrosives in plnsth: or poly) 

·. 

Properly segregated (ifapplicable) 1 

(corrosives separated by4 ft in al1 directions ti·om Yb~ narninCJbles and oxidi1.ers: no nitt·ocellulose in are:l) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



· Akzo No~- · .. Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

MonthiDay/Y ear b-J/(~0 ~ 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators /' ,_/ / 
o erable 
Tanks show signs of corrosion or leaks 

/ / 
Valve or piping leaks / / / 
Pumps or packing leaks f' / .....-"' 

Containment shows signs of erosion or / / / s ills 
Loading I Unloading areas: sign of ~ s ills or leaks 
High Level Alarm 

(/ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
commerHs section. Indicate 
corrective actions/dates taken) 

·Friday 

v 
/ / 

/ 

/ 
/ 

~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels must be checked manually 



90-DA Y HAZ~~S WASTE CONT AlNER AC~N INSPECTION 
Inspection Date ~.OL Inspector's Signature :?'~q.. _ 

fNSP.ECTION ITEIVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected ·immediately I , work N/A 
accumulatecUstaged for management-t·elated activities order) 

(check YES if corrected 
'i:-

immcdiatclv) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or Y't:s 
.,. 

other open spaces 

Containers in good condition Ye; (no leaks. severe corrosion, structural defects. damage) 

-
·. 

Covered with tight fitting lids {e; (lids and gaskets on correctly. rings and bungs tightl 
> -. 

Properly labeled {6-s (marked ''Hazardous Waste''. dated, legible, visible) 

-
Adequate aisle space and raised aboveground V65 (easy access. raised above accumulated rain water) 

. 

Compatible with material stored in them 1'(0 (flallltllnbles in metal. corrosives in plastic or pol~·) ,,,. 

v . . 

.· . 

~ . .. 
Properly.segregated (ifapp!icable)' 

i~ (corrosives separated by 4ft in all directions ti·om 
nanntulbles Clnd oxidizers: no nitt·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) ifapplicable: 



Akzo Nc. ,I Coatings 
Roanoke Virginia ·. 

Daily Hazardous Waste Tank InspectiOn Log 

Month/Day/Year 6/;7/o~ 
~-. 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday 
Overfill/ Spill control indicators 

~ operable 
Tanks show signs of corrosion or leaks / 
Valve or piping leaks 

/ 
Pumps or packing leaks / 
Containment shows signs of erosion or t/ spills 
Loading I Unloading areas: sign of / 
spills or leaks 
High Level Alarm / 

lnspf}ctor Signature (sign daily) };() 

Must use a blue ink pen 

Tuesday Wednesday 

/ ./ 

~/ / 

/ ~ 

/ / 

/ / 

/ / 
,/ 

/ -7 

ieJ to 

,_ 
y- satisfactory 

X = Deficiency 
(describe each deficiency in 
.comments section. Indicate 
corrective actions/dates taken) 

Thursday· Friday 

/ ,/ 

/ / 

./ / 

/ / 

/ / 

/ / 

/ / 

£() fr 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hi!=!h Level Alarm is not operable; tank levels must be checked manually 



90-DAY HAZ~S WASTE CONTAINER AC~ INSPECTION 
Inspection Date f;_Jtlxs Inspector's Signature 

7 
~> __ 

INSP.ECTION ITEJVI YES NO COMMENTS I CORRECTIONS 
Includes-all m·eas where 90-day containers are 

or (corrected ·immediately I ·work NIA 
. accumulatecVstaged for management~r·elated activities order) 

(chccli YES if corrected 
~ 

immcdiatclv) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or 

~&~ 
<,· 

other open spaces 

Containers in good condition 
(no leaks. severe corrosion, slructurnl defects. damage) v~ 

-
•. 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tight) L/() 

- tG -. 

Properly labeled 

{&> (rmJrked ''Hazardous Waste''. dated, legible, visible) 

-
Adequate aisle space and raised aboveground rt> (easy access. raised above accumulated rain water) 

. 

Compatible with material stored in them 

lt&J (flilrllmaplcs inrncwt corrosi\·cs in plastic or poly) 

.... 

Properly segregated (if applicable) i 

'1&1 (corrosives separ<lted by 4 ft. in all directions ti·om 
O:Hnmnbles nnd oxidizers: no nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo N(. · .. A Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

MonthiDay/Y ear 6/;tJ/o~ 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators / /' ./· 

. 

operable -~ 

Tanks show signs: of corrosion or leaks 
~ / / 

Valve or piping leaks / / I 
Pumps or packing leaks / .__/ / 

Containment shows signs of erosion or / / / spills 
Loading I Unloading areas: sign of / /' ./ 
spills or leaks 
High Level Alarm / / / 

Inspector Signature (sign daily) to UJ lJJ 

./ = Satisfactory 

X = Deficiency 
(describe each· deficiency in 

··· comments section. Indicate 
corrective actions/dates taken) 

thursday Friday 

/ / 
/ ./" 

. 

·/ .• / 

} / 

/ / 
/ / 

./ / 

jg bJ 
Comments (note details of deficient conditions 'observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank l~vels must be ch~c;ked _!!l_911U~ 



90-DA y HAZWS WASTE CONTAINER ACC~N rNSPECTION 
Inspection Date 63 p) Inspector's Signature .., ~ · 

INSPECTION ITEJVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected · immediately I ·work NIA 
accumulatecVstaged for management-t·elated activities order) 

(chccJ.: YES if corrected 
i: 

immcdiatclv) t 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or V61 other open spaces 

Containers in good condition 
'1&3 (no leaks. severe corrosion, sLructural defects. damage) 

. 

Covered with tight fitting lids 

YeJ (lids and gaskets on correctly. rings and bungs tightl 

- -. 

Properly labeled 
~f51 (marked ''Hazardous WJstc•·. dated, legible, visible) 

-
Adequate aisle space and raised aboveground Y0 (easy access. raised above accumulated rain water) 

. 

Compatible with material stored in them 
~by (!lam maples in rnctat. corrosh·es in plastic or poly) 

' •. -

Properly segregated (if applicable) 
YC3 (corrosives separated by 4 ftin all directions from 

nanlltwbles and oxidizers: no nitrocellu:lose in i1rea) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nc J Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

MonthiDay/Y ear b -3 - 0 ~ 

40 CFR 265.195 RCRA Tank Inspections 
__ )I 

!Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators / ~ 
operable 
Tanks show signs of corrosion or leaks / / 
Valve or piping leaks / / 
Pumps or packing leaks 

/ / 
Containment shows signs of erosion or / / spills / 

Loading I Unloading areas: sign of 
spills or leaks 

/ 7 
High Level Alarm / / 

Inspector SiQnature (siQn daily) M M 

/ 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

}- 3 

.Thursday Friday 

/ / 
/ / 

/ ,.,/ 

/ / 

/ / 

/ / 
~- / 

jfg p 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 



90-DA Y HAZ~O%S WASTE CONTAINER AC~ INSPECTION 
Inspection Date ~+L Inspector's Signature . 

INSPECTION ITEJVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or ( c!>rrccteli · immediately I ·work NIA 

.• accumulatecVstaged for management-related activities order) 
(chccl{ YES if corrected ';:. 
immediatelY) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or {l& .,.. 

other open spaces 

Containers in good condition 

'ft?, (no leaks. severe corrosion, structural defects. damage) 

-

Covered with tight fitting lids 

'(~ (lids and gaskets on correctly. rings and bungs tightl 

-. 

Properly labeled 

YtJ (marked ''H<v.urdous Waste'·. daled, legible, visible) 

-
Adequate aisle space and raised aboveground 

Yt> (easy access. raised above accumulated rain water) 

. 

Compatible with material stored in them UtJ ( nam111nblcs ill metaL corrosives in plastic or poly) r 

·' -
Properly segregated (if applicable) 

Vts tcor'rosives separ~lted by 4Jt in all directions from 
H;mlltlablcs ;md oxidi1.crs: no nitr·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 

:·. '\ 

.. 



Akzo Nc, · J Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

MonthiDay/Y ear 5~·1/os-
T-----1 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday 
Overfill I Spill control indicators / operable ---

Tanks show signs .:of corrosion or leaks /' 
Valve or piping leaks 

./ 

Pumps or packing leaks / 

Containment shows signs of erosion or / 
spills 
Loading I Unloading areas: sign of / 
spills or leaks 
High Level Alarm / 

Inspector Signature (sign daily} 1/J 

Must use a blue ink pen 

Tuesday Wednesday 

./ ../ 

/ ./ 

/ I 
.,.,...- I~ 

) / 

/ / 

v / 

j;)_ l!J 

-./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
;corrective actions/dates taken) 

Thursday Friday 

/ 
_,..., 

v ~ / 
-· 

/' / 

./ v/' 
/ / 

-/ v 
/ / 

ffi Jo 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manuallY_ 

I 

I 



90-DAY HAZARDOUS WASTE CONTAINER AC~N ~CTION 
Inspection Date (' ~2o ~oc Inspector's Signature ~~~ 

17 
INSPECTION ITELVI YES NO COMMENTS I CORRECTIONS 

Includes-all areas where 90-day containers are 
or (eorrccte!.l ·immediately I · lYOrk NIA 

accumulated/staged for management-r·elated activities order) 
(chccl<. YES if corrected 

·~ 
immcdiatclv) ~ 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or .. 

\ other open spaces 

Containers in good condition \ (no leaks. sc,·ere corrosion, structural defects. damage) 

-
•. 

Covered with tight fitting lids 
\ 

(lids and gaskets on correctly. rings and bungs tightl 
- .. . 

I 

Properly labeled \ (marked ''Hazardous Waste'·. daled, legible, visible) 

\ 
-

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

J 
\ 

Cornpq.tible with material stored in them 

\ cnammablcs in metal. corrosives in pl~stic or poly) 

.·. 

\ 
\. < 

. 

Properly segregated· (if applicable) ) (corrosives separated by 4ft in all directions from 
narn1nablcs and oxidizers: no nitr·ocellu!'ose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) .if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

MonthiDay/Y ear c_;--} {) -05 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators ~ "' ~ operable -.. 

Tanks show signsof corrosion or leaks -~ 

""' ~ Valve or piping leaks 

~ "" ~ 
Pumps or packing leaks ~ ~- ~ 
Containment shows signs of erosion or 

~ ~ ~ spills 
Loading I Unloading areas: sign of ~ " "' spills or leaks 
High Level Alarm 

""' "" ' 
Inspector Siqnature (siqn daily) 

j;w7( Ml 1t4) 

. ./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

' ""' '"'-... 
~ --~ 

-~ -~ 
~-, 

~ 

~ 
-~ 

~ ~ 
~ ~ 

./J/~ 1114 
Comments (note details of deficient conditions 0bserved, actions necessary, actions taken an@ dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels must be checked manually 

~--



- ' 

90-DAY ~US WASTE CONTAINER AC~SPECTION 
Inspection Date ~ ~< Inspector's Signature ... ~ 

INSPECTION ITE!VI YES NO COMMENTS I CORRECTIONS 
or (corrected ·immediately I Includes-all areas where 90-day containers are N/A ·work 

accumulated/staged for management-r·elated activities order) 
(chccJ.: YES if corrected ·;, 
immediatclv) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or ¥~ ",· 

other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. d.mnagcl 1~1 

Covered with tight fitting lids i./ 
{lids and gaskets on correctly. rings and bungs tightl .{ I!J, 

Properly labeled 
(marked ·'Hazardous Wnstc'·. dated, legible, visible) (b~ 

Adequate aisle space and raised aboveground (/,' 
(easy access. raised above accumula.ted rain \Vater) { (;;f 

~-------------~----------------------~--+---~--------------------~--~ 

Compatib~ with material stored in them 
(H;umi1ablcs ;, metaL corrosives in plasli'i:: or {Xily) 

Properly segregatt.~ (if applicable) • · 
(corrosives sepur&~_b:-4 ft in all direetio-Q:s froM 

·. nattll!l~blcs and tixtdv.cr~.,o nitrocellulose in ~1rca) 

Additiona\ crQirr.Iments (il\al and follow up a<:tions to correct problem, etc.) if applicable: ___ ,. 
----------~----------~--------------------------

---------------------~--------------------------------------~--~-----

,_-

___ ./ 

--~----~----~-----~----~~----~~~--­_____ / 

---------,---· 



Akzo Nc .J Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday 
Overfill/ Spill control indicators V' operable -- -., 

Tanks show signs of corrosion or leaks -~ 

Valve or piping leaks ,_, 
Pumps or packing leaks / 

Containment shows signs of erosion or 
~ spills 

Loading I Unloading areas: sign of ~ 
spills or leaks 
High Level Alarm /' 

, Inspector Signature (sign daily) 1& 

Must use a blue ink pen 

Tuesday Wednesday 

,./ 
/ / 

I / 

/ ( 

( / 
/ I 
/ / 
/ 

/ / 

1o w 

. ./ = Satisfactory 

( des~rib~ ;=,_ Deficiency 
comments sectiaficiency in 
corrective actions/date·s 'Ete 

Thursday ·Friday 

/ / 

/ / 
•.. 

/ / 
/ i' 

v v 

/ / 

./ ~ 

. 1fD 1o 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates ofactions taken) 
If High Level Alarm is not oQ_erable; tank levels must be checked manually 

l 



90-DAYHAZ~US WASTE CONTAINERACC~'.f!NSPECTION 
Inspection Date ~.~J;t;-- . Inspector's Signature~ 

fNSP.ECTION ITE.lVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected ·immediately I ·work N/A 
accumulated/staged for management-r·elated activities order) 

(chccl.: YES if corrected 
·~ 

immediatelv) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or .. 

other open spaces lf&3 

Containers in good condition 
'(&1 (no leaks. scYcrc corrosion, structural defects. dmnagc) 

I 

' 

. 

•. 

Covered with tight fitting lids .. 
Vt~ (lids and gaskets on correctly. rings and bungs tightl 

. 

Properly labeled 
rc'3 (marked ''H~v.ardous Waste''. dated, legible, visible) 

-
Adequate aisle space and raised aboveground 

rfb-=s (easy access. raised above accumulated rain water) 

. 
-

" 

Compatible with material stored. in them 
(flanimablcs in metal. corrosives in plastic or poly) . l(t1 . . 

;· 

Properly segregated (if applicable) 

o/63 (corrosives separated by 4 fi in all directions from 
nmnt.nC'lblcs and oxidizers: no nitr'ocellulose in area) 

.< < 
' 

Additional comments (initial and follow, up actions to correct problem, etc.)ifapplicable: 



Akzo Nd .. ,_Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use- a blue ink pen 

MonthiDay/Y ear s/6/o~ 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators / ,/ /' 
operable 
Tanks show signs of corrosion or leaks / ./ / 
Valve or piping leaks 

/ / I 
Pumps or packing leaks 

./ / c/ 
Containment shows signs of erosion or / / / 
spills 
Loading I Unloading areas: sign of / / / 
spills or leaks 
High Level Alarm / / / 

Inspector Signature (sign daily) Ad M )J§J. -
I 

'= v Satisfactory 

X.·= Deficiency 
· (des9ribe each deficiency in 
comments section;, Indicate 
corrective· actions/dates taken) 

Thursday Friday 

./ / 

/ / 

/ ./ 

/ / 

/ 
. 

/ ., 

/ ~ 

/ / 
··. 

_ig)~ 1fJ 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hi~h Level Alarm is not operable; tank levels must be checked manually . 

\ 

--



90-DAY ~0~ WASTE CONTAINER AC~ INSPECTION 
Inspection Date ~C( Of". Inspector's Signature ~ 

I 

fNSPECTION ITEIYI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected ·immediately I ·work NIA 
accumulatecVstaged for management-1·elated activities order) 

(checli YES if corrected 
~ 

immcdiatclv) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks., holes, or 
~&3 

. 
other open spaces 

Containers in good condition 
~?:; (no leaks. severe corrosion, sLructuml defects. damage) 

-

Covered with tight fitting lids 

VtJ (lids and gaskets on correctly. rings and bungs tightl 

. 

Properly labeled 

VtJ (marked ''Hazardous Waste'', daled, legible, visible) 

-
Adequate aisle space and raised aboveground 

V&) (easy access. raised above accumulated rain water) 

. 
- , -

. Compatible with mate1ial stored in them 

·~(:;y ( nammnbles in metal. corrosives in plaslic or polyJ 

-
Properly segreg~ted (if applicable) 
(corrosives separated by 4 ftin all directions from fl[) 
nmm'nables and oxidi;.ers: no nitr·ocellulose in area) 

. 

·. 

Additional comments (initial and follow up actions to correct problem, etc.} ifapplicable: 



Akzo Nc ~~ Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year '14~ 5 

40 CFR 265.195 RCRA Tank Inspections. 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators / / ~ operable ·-. 

Tanks show signs of corrosion or leaks / / / 
Valve or piping leaks / / v 
Pumps or packing leaks / / / 
Containment shows signs of erosion or / / .. / 
spills ·. 

Loading I Unloading areas: sign of / ~ ~ 
spills or leaks 
High Level Alarm / / / 

Inspector SiQnature (siQn daily) }/) M ko 

.V. = ·· Se~tisfactory 

)( = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday ·Friday 

., / v 
/ ·~ 

/ / 

./' ./ 

/ 
I '/ 

_,.. ----
.;,/ / 

w j;} 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level ~lCi!m is not operable; tank levels must be checked manually 



90-DA Y HAZ~~S WASTE CONTAINER ACC~~SPECTION 
Inspection Date ~~~.~ Inspector's Signature ,. 

INSPECTION ITELVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected · immediately I • \YOrk NIA 
.. accumulatecVstaged for management-r·elated activities order) 

(check YES if corrected 
~ 

immcdiatch·) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or VI!$ other open spaces 

Containers in good condition 
(no leaks. severe corrosion, slructural defects. damage) Yt> 

-

Covered with tight fitting lids . 
i/1:'3 (lids and gaskets on correctly. rings and bungs tight) 

- .. . 

Properly labeled 
(marked ''Hazardous Waste'·. dated, legible, visible) Vtl> 

-
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain 'vater) Vif5 

CC>mpatible with material stored in them 
(nal)lmnbtes in rttctnl. corrosives in plastic or poly) ~65 

. 

Properly segregated {if applicable) ' 
~f;') (corrosives separated by 4ft in all directions from .. 

.· 

n:lltllrwbles and oxidi1.ers: no nitr·oeellul'ose in :1rca) 

:. 

Additional comments (_initial and follow up actions to correct problem,;etc.) if ap_plicable: 
. I ·: 



Month/Day/Year '-1~7./tPs 
7 --1 

40 CFR 265.195 RCRA Tank Inspections 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

. ..-/ = Satisfactory 

X = Deficiency 
·-{describe each deficiency in 
-· comments section. Indicate 
. corrective actions/dates taken) 

Tanks/Equipment/Containment Monday Tuesday Wednesday Thursday FridClY 
Overfill/ Spill control indicators y ../ t/ V' / 
operable .. -
!Tanks show signs Qf corrosion or leaks J/" v ,./ / / 
Valve or piping leaks V' v V' J I ' 

.: / 

Pumps or packing leaks v / / / / 
Containment shows signs of erosion or OII<.E C.tt~#:;YJ s~ (l. 5fllftf\"1/ ./ / spills {, 6 1 s t.cl Ctf/HIIIt: ~..c ~t;z,oJ 
Loading I Unloading areas: sign of ,..,...-- / / / / 
s_2ills or leaks 
High Level Alarm 

~ v/ / / ./ 

Inspector Signature (sign daily) _b) to 1/J. b !tJ 
I Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
•If High Level Alarm is not operable; tank levels must be checked manually · 

01/(€" £ € -f S W 6; n-Jt,/ ~ Ctttfc.l4.t;'YJ . ;1/t:t;<J T7J S&Yrt- O!lt.t:! t,v/ft:;"'C ~lf/b3 eowrc f).f-A,.,)t 

Otl<.r;- /l..e:-1' lh n ti::J L{ /ttt~s-
I 

----·------~--

If 



90-DA Y HAZ:j'f.OUS WASTE CONTAINER ~PECTION 
Inspection Date tj~'-D7" Inspector's Signature~ · 

INSP.ECTION ITEIVI YES NO COMMENTS I CORRECTIONS 
Includes-all a1·eas where 90-day containers are 

or (eorrccted ·immediately / · w·ork NIA 
accumulated/staged for management-related activities order) 

(chcc1< YES if corrected 
·~ 

immcdiatclv) t 

Containers meet UN standards and are properly 
., 

\ closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 

) (no leaks. severe corrosion, slructural defects. damage) 

. 

Covered with tight fitting lids \ (lids and gaskets on correctly. rings and bungs tight) 

. 
"·~ 

Properly labeled \ (marked ''Hazardous Waste'·. dated, legible, visible) 

\ -
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

. 
\ 

Compatible with material stored iri them \ . 

(nammables in rnct::JL corrosives in plastic or poly) 

. 

Properly segregated (if applicable) · \ (corrosives sepanlled by 4ft inall directions from 
nmm.nables and oxidizers: no nitr·ocellulose in :1rca) 

!. . ' 
Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year '-f -1~-o~ 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday 
Overfill I Spill control indicators 

~ operable 
Tanks show signs of corrosion or leaks 

~ 
Valve or piping leaks ''""· 
Pumps or packing leaks 

-~ 
Containment shows signs of erosion or ~, 
spills 
Loading. I Unloading areas: sign of 

'"'\ spills or leaks 
High Level Alarm " 
Inspector Siqnature (siqn daily) .1!41 

Must use a blue ink pen 

Tuesday Wednesday 

~" ~ 
' 

·~ ---~ 

~ "'~ 

.,..........._ 
··-~ 

.... 

"'- "' ·~ ~ 

·~ '"' f!!A/ t4) 

i/ = Satisfactory 

X = Deficiency 
· (describe each defici.ency in 
comments section: Indicate 
corrective actions/dates taken) 

Thursday Friday 

""··. ~ 
~ -............ 

~ . "' ~ ~/1 

~ 
. I 
~ 

~ ~ 

"' ~ 

Ml Ml 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels must be checked manually_ 

c (J(/lc)::.5 
. 

l rJ !_,uq//5. 

,••--··. 
'----, •'•• 



90-DA Y HAZARDOUS WASTE CONTAINER ACC~..AT.tH~PECTION 
lr~spection Date '/....£>0.£ Inspector's Signature a///~~., 

INSPECTION ITEiVI 
Includes-all at·eas where 90-day containers are 

accumulated/staged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tight) 

Properly labeled 
(marked ''Hazardous Wnstc''. dalcd, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with material stored in th~m 
(nammnblcs iti metal. corrosh'cs in plnstic or poly) 

Propedy segregated (ifapplicable} ' 
(corrosives separated by 4ft in aJl directions from 
naminablcs and oxidi;.crs: no nitrocellulose in area) 

\ 

·~ 

t 

YES 
or 

N/A 

\ 

\ 

d!_ ., , 
NO COMMENTS I CORRECTIONS 

(corrected ·immediately I . work 
order) 
(check YES if corrected 
immcdiatelv) 

Additional comments (initial and follow up actions to correct problem, etc.} ifapplicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

' 

Month/Day/Year '-/-'6-QS' 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday 
Overfill I Spill control indicators ..._ 
operable ·--

Tanks show signs G>f corrosion or leaks 

""' Valve or piping leaks "'-....._ 

Pumps or packing leaks -~ 

Containment shows signs of erosion or ·~ 
spills 
Loading I Unloading areas: sign of 

............... spills or leaks 
High Level Alarm 

~ 

Inspector Siqnature (siqn daily) ffWU 

Must use a blue ink pen 

Tues~y Wednesday 

"" ~ 

"' 
···~ 

\ ~ 

~' '~ 

~ ~ 

............. ~ 

" ~--
j{!f/J _pl!! 

· .(/ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~ ···"-. 
·~ 

"" .. 

·.·~ """ 
~ ' ·~ ."' 
~ . "" ~ "" fl!;f/j ·.~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels must be checked manually 

.... 



90-DA Y HAZARDOUS WASTE CONTAINER A~N rNZTION 
Inspection Date J --2_.) -05 Inspector's Signature ~~Vfn~"Z~ 

INSPECTION ITEIVI \'ES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (eorrected ·immediately I ·'York N/A 
accumulatecUstaged for management-r·elated activities order) 

(check YES if corrected 
~ 

immediatelY) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or 

\ other open spaces 
\ 

Containers in good condition ' \ 
(no leaks. scycre corrosion, structural defects. damage) 

\ -

•. 
' 

) Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tight) 

- . -

Properly labeled \ (marked ''Ha/.ardous Waste'·; daLcd, legible, visible) 

-
Adequate aisle space and raised aboveground 

\ (easy access. raised above accumulated rain water) 

. 

Compatible with mate1ial stored in them \ (nammablcs in metal. corrosives in plastic or poly) 

. 

~ .. I 

Properly segregated (if applicable) r l (corrosives separated by4 ft in all directibns ti·oin 
narm.nablcs arid oxidi1.crs: rto nitr·ocellulose in area) 

Additional comments (initial and' follow up actions to correct problem, etc.) if applicable: 



MonthiDay/Y ear 
? -)5-~o.:f; 

40 CFR 265.195 RCRA Tank Inspections 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

./ = Satisfactory 

··X ::; Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Tanks/Equipment/Containment Monday Tuesday Wednesday Thursday Friday 
Overfill I Spill control indicators ......._ ~ .. .·-----., '-.. . 
operable · ·--....,_ ~ · ~ 
Tanks show signs c;:>f corrosion or leaks .............._ ·~ -.......__ --~ . ·~ 

Valve or piping leaks ~ -~ ~ ~ ~ 

Pumps or packing leaks ~ -~ "'- -~ ~ 

C~ntainment shows signs of erosion or -......_ -~ ~ ··""' ·-..... 

spills ....... " """" """' 
Loading I Unloading areas: sign of ' "" ~ ·~ .. """ 
spills or leaks . ..........., · ~ 

High Level Alarm "-., ~ \ . "" ·""" 

tJ:vl/ . m!(J/ lh.!/1 ·ttzA; !kill 
Inspector Siqnature (sign daily) Y £;{; 1!1 1

////' /) :f (IV{// /{ l.n(/ f,/t/t t-' 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Lev~ I Al§.rm ls not operable; tank levels must b.Q chec:;ked manually 

L...__.,.: ., 



90-DAY HAZARDOUS WASTE CONT AlNER ACC),.lj\1J.f.f,tA1ION IN . ECTION 
Inspection Date 3 -J?S-<QS Inspector's Signature LiJJ[JJxi'rJIJJ'.;.,rtu,., / 

/ pv •r , ,.. 

INSPECTION ITEIVI YEs No COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

accumulatecVstaged for management-r·elated activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structuml defects. dmnagc) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tight> 

Properly labeled 
(marked ''Hazardous Waste". dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with material stored in them 
(Oammables in metal, corrosiv.es in plastic or polY) 

Properly segregated (if applicable) 1 

(corrosives separated by 4 ft in .a·ll directions from 
nanlltUJbles and oxidi;.ers: no nitt·ocellulose in arc<J) 

or 
NIA. 

\ 
\ 

{ 

{ 

(corrected ·immediately 
order) 
( chcci.: YES if 
immcdiatclv) 

I ·work 

corrected 

Additional comments (initial and follow up actions to correct problem. etc.) if ~pplicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

MonthiDay/Y ear J -j[) -o5 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tues,day Wedn.esday 
Overfill I Spill control indicators "'\ '" 
operable ~ ') 
Tanks show signs of corrosion or leaks 

~ -~ ~ 
Valve or piping leaks 

"" ~- '•'-
Pumps or packing leaks 

~-
-~ 

'-...._ 

Containment shows signs of erosion or 

"'· ~ -~ 
spills 
Loading I Unloading areas: sign of 

"" -~ -----spills or leaks 
High Level Alarm \ ·~ 

-~ 

fJif ()/'rJ I 17 -11 
ytpt) / . i'~7J 

Inspector Signature (sign daily) 
L! { / (i . 
t/_ 

. ./. = satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actionsldates taken) 

Thursday. Friday 
··~ ~---
--~ ·~ 

-~ ~ 
'"\ ~ 
··~ ~ 
~ ~ 
.~ .. 

\/ ~ 
1/) (j ' . 

]) #u-!l!c 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually . 

. 
, .. 

L______. ·-. 
-· • 



90-DA Y HAZARDOUS WASTE CON;~R ACCJIMilllf4\-TJON INSPI=/TION 
Inspection Date '3 ~I I ·-()5 Inspector's Signature f'Jid/ t/1JJ1.)");-" J'f4' 

L'.l v , 

INSPECTION ITELVI YEs NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

accumulated/staged for management-related activities I. ~ 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, sLructural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correctly, rings and bungs tight> 

or 
N/A 

i 

\ 

\ 

Properly labeled 
(marked ''Hazardous Waste'', dated, legible, visible) \ 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) \ 

Compatible with material stored in them 
(f1amniablcs in metal. corrosives in plastic or poly) \~ 

. 

Properly segregated (ifapplicable) . 
(corrosives separatecl by 4ft in all directions from \. · · 
f1aminables and oxidizers: no nitr·ocellulose in :1rca) ~\) 

(corrected ·immediately 
order) 
( checl{ YES if 
immcdiatclv) 

I ·work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) ifapplicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year ?-/l-oS. 
7 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday· 
Overfill I Spill control indicators 

~ 
.................... 

o_Qerable 
·~ ...... 

Tanks show signs of corrosion or leaks ~ 
~· .. ~ ...... ·----.._ ............. _ 

'-. 
' 

Valve or piping leaks 
~ 

-....... 
~ ...... 

,~,'........ 

Pumps or packing leaks ~ ·-........ ~<"'""""·, .......... 

~ --., 
Containment shows signs of erosion or 

~ ·-- ~ .............. 

spills ........................ "· ,, 
Loading I Unloading areas: sign of 

-. 
~ ..... ~--~ 

spills or leaks .~ --....,~ 

High Level Alarm ~ "", ", 
...... ,, 

··~ 

fir() .~ /, ·<f /77 ·1/ l' .! ( .. ' 
. i'y1 f/ / ;/· .. ~·jlft<l Inspector Signature (sign daily) Vj/r{/f/·, .; v .. 

t/ = · Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friqay ., 

'~· 
.... , 

''·· ............ 
\ .. ..._, -, 
~ '"'"...._ - .•. 

...... 
·~ ,. 

--""' ' 
"'-., 

.......... ~ 
~ ~ 
~ ~ 
~ '\. 

(A,(! J /JvJj '~L . ··r.:vv lJ [} I ij ;Y / .... 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hlgh Level Alarm is not operable; tank levels must be checked manually . 

-- ----·-



7 
90-DA Y RAAARDous WASTE coN;~R ACC~i\TJON INs-r4cTION 

Inspection Date 4}--lKn5 Inspector's Signature I/ I !////1.do nli;';;l'-' 
. 7/ vv 

INSPECTION ITEIVI YEs N<Y COMMENTS I CORRECTIONS 
Includes-all a.·eas where 90-day containers are 

accumulatecVstaged for management-related activities 

·~ 

t 

or 
NIA 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or \ 

other open spaces __ \ 

(no leaks. severe corrosion, sLructural defects. damage) 
Containers in good condition \\ 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tight> 

1\ 
Properly labeled 
(marked ''Hazardous W<Jstc". dated, legible, visible) 

\ 

Adequate aisle space and raised aboveground \ 
(easy access. raised above accumulated rain \Vater) J 

Compatible with matetial stor~d in them \ 
(H<lllltWJblcs itr rn¢tal. corrosives in plastiC or potr> . · \ 

Properly segregated (if applicable) ' 
(corrosives s~par<lted by 4 ftin all directions ti·om . 
naim.nablcs and oxidizers: no nitt·ocellulose in area) \ 

(eorrccteu ·immediately 
order) 
( chccl.: YES if 
immcdiatclv) 

I · \YOrk 

corrected 

Additional comments (ini.tial and follow up actions to correct problem, etc.) if applicable: 

-



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year J -Lj -2)5 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators ~ -......~...,. -~ 
operable 
Tanks show signs of corrosion or leaks ~ -~ -·-~ 

Valve or piping leaks 

--~ ------- ·--........ .......... 

Pumps or packing leaks '\ -~ ~ 

Containment shows signs of erosion or ~ 
.....________ 

--~ 

spills 
Loading I Unloading areas: sign of \ ---.........._ ~, spills or leaks 
High Level Alarm 

~;1 
-~ ·--....____ 

'-

Inspector Siqnature (siqn daily) {)!l!l ;1!1/;1/J ?v- 't, JJ(} 
/'.' ! 

7/ 

-~ ::::: Satisfactory 

X = Deficiency 
(deScribe each deficiency in 
cornnients section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~ -~ 
.--...... -~ 

. 

;--.....___ ~ 

~ 

-~ 

~---- ~ 
~ .......... ·- ~ ~ ..... 

. " -

------ \ 
. /4(1( /J.:.t /.A . 
J [I V! ~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually . 

....___ 

i 

I 



90-DAY HAZARDOUS WASTE CONT AlNER ACC..J.i!'v11JltAy{ON INS 
Inspection Datee .(J.J. wa_s- Inspector's Signature -~/f/~1f/~Ai'.b<. 

CTION 

vii{/ , 

INSPECTION ITEIVI 
Includes-all areas where 90-day containers are 

YEs NO COMMENTS I CORRECTIONS 

. accumulatecVstaged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tight) 

Properly labeled 
(marked ''Ha:t.ardous Waste''. daLcd, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

or 
NIA 

\ 

\ 
\ 
\ 
\ 
l 

Compatible with mate1ial stored in them \ 
(nammablcs in metal. cotrosi,'cs in plasLic or poly) 

Properly segregated (if applicable) · . - \ 
(corrosives separated by 4 ft. in all directions from 
n:mlltUJblcs and oxidi:t.crs: no nitrocellulose in area) 

(corrected ·immediately 
order) 
( chccl{ YES if 
immcdiatclv) 

c.: 

I ·work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.} if applicable: 

,. 



Akzo Nobel Coatings 
Roanoke Virginia , 

Daily Hazardous Waste Tank Inspection Log 

MonthiDay/Y ear t?( "C). S ._., o.S 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill I Spill control indicators 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
soills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

Must use a blue ink pen 

Monday 

............ ·., 

~ 
·~ 

~ 
~ 

~ 

Tuesday 

'~ 

~ 

W~dnesday ,. 
~ 

"""""' ~ 
·-~ 

· .;/ = Sati~factory 

X= DeHciency 
(describe each· deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday 
.. ,~ 

···.,. ··,· .......... . 

'" ., ' ""' ,, 

/~. 

~-.__..._ 

"~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels must be checked manually 

... 



90-DAYHAZARDOUS WASTE CON;~RA~~SP~N 
Inspection Date :Z ~/$( --(~ Inspector's Signature ~p:~v-i'0 

INSPECTION ITE!Vf YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected · immediately I 'lVOrk N/A 
accumulated/staged for management-r·elated activities order) 

(chccJ.c. YES if corrected 
"to: .. u immcdiatclv) 

Containers meet UN standards and are properly 
.) 

., 

closed with no visible gaps, cracks, holes, or 
other open spaces I 

Containers in good condition \ (no leaks. severe corrosion, sLructurnl defects. damage) 

-
-. 

Covered with tight fitting lids \ (lids and gaskets on correctly. rings and bungs tighn 

" -. 

Properly labeled 
(marked ·'Ha:~.ardous Waste'·. dated, legible, visible) 

\ 

\ -
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

. 

Compa6ble with material stored in them \ chatnmnbles in metal. corrosives in plastic or poly) 

' ' \ -
Properly segregated (if applicable) , " ·. ' 

\ lCOIT?sives sepawted by 4ft i-n <lll directions from 
nammablcs ;md oxidizers: no nitr·ocellulose in area) 

.. 

Additional comments (initial and follow up actioris to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
. Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

MonthiDay/Year:Z ~/9- 6 5 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators -.....___ -~ 

~ operable .. _ 

Tanks show signs of corrosion or leaks -~ ---- ~ 
Valve or piping leaks ----- ~ ~ 
Pumps or packing leaks 

~ ~ ~ 
Containment shows signs of erosion or 

~ ---..... "'-spills 
Loading I Unloading areas: sign of -~ 

~ ~ spills or leaks '""' 
High Level Alarm " '--- ~ 

Inspector Signature_isign daiM_ fh1J M! IM 
v (/ 

· V = Satisfactory 

X = Deficiency 
.. {describe each deficiency in 
'comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

-~ .. .......,..,.;.,, 
......... 

. ~-
,..__ 

..... ,., 

~ ·---... ....___ 
' 

~- --~ 

~ ~--
-....... 

··~ .. -~ --\,. ..... 

-~ .......... ""' 

fft01/ {)u fiJtl ./// I 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 

L--_ 

I 



90-DA Y HAZARDOUS WASTE CONT AlNER ACC~AJ1ION IN -~/ CTION 
Inspection Date 2.. .... I I -D .S Inspector's Signature //1'1/ 1/iv/!tJU· ~. :/1 

,f' p If' 

INSP.ECTION ITEIVI YES N'o COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

accumulatecVstaged for management-t·elated activities 

or 
N/A ( c!>rrected ·immediately 

order) 
I ·work 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correctly, rings and bungs tightl 

Properly labeled 
(marked ''Ha/.ardous Waste''. dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with material stored in thern 
(Aillnmables in metal. corrosives in plastic or poly; 

. . 

Properlysegregated (ifapplicable) · 
(corrosives. separated by 4 ftin :dl directions from 
O;Jminables and oxidizers: no nitt·ocellulose in area) 

( chcc]{ YES if corrected 
immediatc!v) 

\ 

\ 

\ 
\ 

\ 
\ -

•. \ 

\ -

\ 
\ -

\ . 

\ 
Additional comments (initial and follow up actions to correct problem, etc.) ifappli.cable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log , 

Month/Day/Year~.., l/-05 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill I Spill control indicators 
operable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
spills 
Loading I Unloading areas: sign of 
spills or leaks 
High Level Alarm 

Inspector Si~nature (si~n daily) 

Monday 

-...........'-.:.. 

~ 

~ 

Must use a blue ink pen 

Tuesday ' Wednesday 

""- ~ 
~ ~ 
-------.. '~ 
--....___ ~ 

------ ~. 
·~ 

fi:'11l !· ;), (,:; ./f/l /' 

.··.f..-. v- Satisfactory 

X = Deficiency 
( describ~ eac.h ·deficiency in 
comments section .. Indicate 
corrective actionsidates taken) 

Thursday !Friday 

-~ 
I ·-----

-~ -~ 

-~ 

·.~ -~ 

~ 

~··. 

. '""·· . ···rr _· _;/j-"_l / . 1/Jlu ,/; {' 1/ l 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 

L_ .• 



90-DA Y HAZARDOUS WASTE CONT A.INER ACC,~ ON INSPECTION 
I 1spection Date/-] l t:>.5 I t ' s·o t /hdt f14~ I [ - nspec or s t0 na ure / /' ''l/.f'/. LA &./ ../ ./l 

_/; v ._, ~ 

I {./ 

INSPECTION ITEtvi YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected · immediately I ·work N!A. 
. accumulatecVstaged for management-related activities order) 

(chccl.: YES if corrected 
·, "t-

immcdiatclv) t 

Containers meet UN standards and are properly \ ., 
\ 

closed with no visible gaps, cracks, holes, or \ 
other open spaces \ 

\ 
Containers in good condition \ 

l 
(no leaks. severe corrosion, slructural defects. damage) 

\ 

J 
.. 

-
•. 

\ 

Covered with tight fitting lids \ (lids and gaskets on correctly. rings and bungs tightl 

\ " - -. 
\ 

Properly labeled \ (marked ''Hazardous Waste''. dated, legible, visible) 

\ 

\ 
-

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) \ 

Compatible with material stored jn them 

\ (nammablcs in metal. corrosives in plastic or poly) 

·. 

\ . 

Properly segregated (if applicable) ' \\ '-, 

(corrosives sepanned by 4 ft in all directions from \ n~Hntnables and oxidit.ers: no nitrocellulose in area) 
.. 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



I 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

..-"J / I ;...dlif; .c;--
MonthiDay/Year.~' - /1f!)lV' (y 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday TU@sday Wednesday 
Overfill I Spill control indicators 

~ ""-. .. " 
operable --- " 

""'-.. 
Tanks show signs of corrosion or leaks ~ 

.......___........., 
--"""" 

Valve or piping leaks ~ ~ 
------..._._. 

"" 
Pumps or packing leaks ~ ··--.~ 

'"--. 

"'' ' 
Containment shows signs of erosion or \ ~ -~ 

spills ""-..._ 

Loading I Unloading areas: sign of ~ ~ --."-..., 
spills or leaks 

·---
., ·-... 

High Level Alarm "' ~ "-
--~-

/1 /1/1?1 /I 1 4Jt/(f' /'11/j 
Inspector Siqnature (siqn daily) 

1'// / fj'r! l, 
,f t' ;;,! _f, __ l (/ 

./. ::::: Satil;;factory 

X = Deficiency 
(describe each.deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Priday 

~ " ~-~ ---....... ~--
-----... ~ 

-~ ~, 

--------.... ~' 
-·---- ~ ...... . -. I 

"" 
\ -----~ I 

'(I 
I ?ft; ·. JZ!JI _··;(,// 

(./ 

;I 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 

...\ 



90-DAY HAZARDOUS WASTE CONTAINER ACC~AffiON INSPJ/CTION 
Inspection Date /-)., Y-o.5 Inspector's Signature "/71//ZI~/1.-A· --./ 

~i:_ " 
INSPECTION ITE.l\'I YES NO COMMENTS I CORRECTIONS 

Includes-all areas where 90-day containers are 
accumulated/staged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. dmnagc) 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tightl 

Properly labeled 
(marked ''Ha;.ardous Waste•·. daLcd. legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Cqmpatible with mate!ial sNred in them 
(Hammnblcs in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 
(corrosives separated by 4 ft in all· di.rections from 
nanntwbles and oxidi;.crs: no nitr·ocellulose in i1rca) 

or 
N/A 

\ 
\ 
\ 
\ 
\ 

~ 

\ 
\ 

·. 

(corrected ·immediately 
order) 
( chcci.: YES if 
immcdiatclv) 

-

-

. . . 

I ·work 

corrected 

-

Additional comments (initial and follow up actions to correct problem, etc. )if applicable: 



Akzo No _ , Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year /-~8'- 0 5 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators 

"' 
'"-..._ ~~ 

operable 
Tanks show signs of corrosion or leaks 

"' 
-~ ...... 

~ 
-~ 

Valve or piping leaks ~ ·---~ 

~ 

Pumps or packing leaks ~ ~ -~ 

Containment shows signs of erosion or \ -~ 
-~ 

spills 
Loading I Unloading areas: sign of ~ -~ ~ spills or leaks ' High Level Al~rm \ '~ ~-

Inspector Signature (sign daily) fJt u frv!i ftl! 

V ::: S;;atisfactory 

. ·X :::: oef4ciency 
. (cjescrtbe each deficiency in 
comments -s~ction. Indicate 
corrective acti<;>nS/date.s taken) 

Thtir$day· Friday 

---~ 
.... ~ 

.· ..... 

~ 
.. 

-. 
·---. 

"'---· -., 
---.. ..... 
'~ 

' ' 

~ 
""'..._..,"';..:..~. 

- "·· 

~ -.... , 
-,, 

'· 

~~-- -..... '- '• 
' "'··, •,""' 

' 
. 

./'l 

1'7J)J/ {;-.. •7, . ,z<-A l( ~ / ( v ~- c.?</~/ L/j 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 

I 



90-DA Y HAZA.RJ;:>OUS WASTE CONTAINER ACC1.JMUJ,ATJ{)N INSPECT~<Q~ . ' ..... '""" : - < ./'/ j '} , _;: /J i' ...-"'t ,...··?' .·· 
InspectiOn Date / -:At '<_.;_> Inspector's Signature · .1 1 j/{rtL./;7/4 .. //::"5·-:z / 

; . c. v r 

INSPECTION ITElVI YES NO COMMENTS I CO"RRECTIONS 
Includes-all a1·ens where 90-day containers are 

or (corrected ·immediately I ··work NIA 
accumulated/staged for management-related activities order) 

(chccl\: YES if corrected 
·~ 

immcdiatclv) t 

Containers meet UN standards and are properly 't 
.. 

\ 

closed with no visible gaps, cracks, holes, or \ 
other open spaces \ 

\ 

Containers in good condition 
\ 

't 
~ 

(no leaks. severe corrosion, structural defects. damage) \ 
\ 

' I ' 

.. ,, 
', 

Covered with tight fitting lids 
\ 

. \ 
(lids and gaskets on correctly. rings and bungs tight) \ ., 

\ 
. 

'· 
\ 

\ 
\ 

Properly labeled ' \ 
(marked "'Hai'.ardous Waste'". daled, legible, visible) \ 

\ 
\ . 
' 

\ 
\. -

Adequate aisle space and raised aboveground \ 
(easy access. raised above accumulated rain water) \ 

i 

-- . 

Compatible with matetial stored in them ' \ 
(Oammables in metal. corrosives in plas~ic or poly) \ 

r 'l 
1 

\I 

' 
Properly segregated (if applicable) I 

(corrosives separated by 4ft in all directiqns from 
!lamlnables and oxidizers: no nitt·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

/1- '( / _, 7'-) ~-­
Month/Day/Year I !--" i '-·' _ _. 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
operable ---
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing le~s 

Containment shows signs of erosion or 
S_QiiJS 

Loading I Unloading areas: sign of 
spills or leaks 
High Level Alarm 

lns_pf:!Ct()r_Sjgnature (sign_d_9i_ly) 

- Must use a blue ink pen 

Monday 
-.,_ 

... "'-~..__ 

.. , 
--~ . ..,. 

··,, 

-~ ... ~ ..... 
··~- ... ._. 

.,_ 
.............. 

"" ..... , 
·-· ....... 

·~ ....... 

. .~ ----......., 

,...·'"'1 ·t' f.-'1 . -/" -!/ I' :: :;/:~~;~l~t~ / 

.Tuesday 
.......... ~ .... 

-.... 

~-'-.,, 
......... ~ 

''-,. 

--.. ,_" 

'""' 
·--....._ 

...._,.,_ 

'-...,_ 
~ 

·-:" 
/ r---; -----; -~~? 

!,: i/5'/ / 
- //[/l-'/;;fi!!~; 
l 

/ 

Wednesday 
·-.,'- .. ,- .... ~--. 

--. . '··· ~"-

'· 
--~ 

~ 
\,, 

" ·~ .. 
-........... 

"'"···~ 

··~ :-::::---
·--... 

'· .... 
'· .. \. 

/~ -~ 

/!:"":' I ' ,/; I 
(.. J ' j /· 

~;- ~/--- -;-·/ 

../ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~ 
~ 

~ ~ 

~ 

I~ ~ 
-~ I~ 
-~ ~ 

M f/l;if! 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hi h Level Alarm is not o erable; tank levels must be checked manual! 

' 

·<·· 
--------------------------------------~ 



·~*~-~:-.:~~~.· 

90-DAY HAZARDOUS WASTE CONT AlNER AC~rciJ INSPE 
Inspection Date /-J ()--() 5:· Inspector's Signature~~-~ 

ON 

# v r .... / 

INSPECTION ITElVI YEs NO COMMENTS I CORRECTIONS 
Includes-all areas wbere 90-day containers are 

accumulated/staged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces ; 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tight) 

Properly labeled 
(marked ''Hazardous Waste''. dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
(Oammablcs in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) I 

tcorrosives separated by 4ft in all directions from 
naminables and oxidizers: no nitr·ocel'lulose in area) 

or 
NIA. 

\ 
\ 

\ 
\ 

\ 
\ 

.............. 

(corrected 'immediately 
order) 
( chccl< YES if 
immcdiatclv) 

I , work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo No ... __ :. Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year/ -/'i-DS 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equi ment/Containment 
Overfill/ Spill control indicators 
o erable --

~ 

Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing le , s 

Containment shows signs~of erosion or 
s ills 
Loading I Unloading areas: sign of 
s ills or leaks 
High Level Alarm 

· Must use a blue ink pen 

Monday Tuesday Wednesday 

"" 
-....... .... ·-.. ~, 

'--... .... \ 

~ ~ 
~ 

~ ~ 

~ ~ 

J. ~ 

. f/J/r) 

.V = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday 

~ 
~ .. 

""--
·~ 

~ 
~ -~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is _oot_Qperable; tank levels must be checked manually 

-~c ... _ •' 

,;:; .. 



iJJh~c::.\1. -~ 

90-DAY HAZARDOUS WASTE CONTAINER ~N INS1)l'CTION 
Inspection Date /-3-o_T Inspector's Signature~~ 

INSPECTION ITEfVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or ( correctell · immediately I ·work N!A 
accumulatecUstaged for management-related activities order) 

·~ 
(chccl;. YES if corrected 

t immcdiatclv) 

Containers meet UN standards and are properly 
.. 

\ closed with no visible gaps, cracks, holes, or 
other open spaces 

' 

Containers in good condition 

\ (no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids . \ llids and gaskets on correctly. rings and bungs tight) 

. 

Properly labeled 

\ (marked ''Hazardous Waste'·. dated, legible, visible) 

. 

\ 
-

Adequate aisle space and raised aboveground 
(easy access, raised above accumulated rain water) 

.. 

\ Compatible with mate1ial stored in them 
(Oammables in metal. corrosives in plastic or poly) 

"i 

Properly segregated (if applicable) 1 

\ (corrosives separated by 4ft in all directions from 
narntnables and oxidizers: no nitr·ocellulose in area) 

Additional comments (initial and foUow up actions to correct problem, etc.) if ~pplicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank.lnspection Log 

· Must use a blue ink pen 

Month/Day/Year/-7 -Q _s-· 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday llbitsday Wednesday 
Overfill/ Spill control indicators ~ ~ ~ operable --·--
Tanks show signs of corrosion or leaks 

~ ~~ ~ 
Valve or piping leaks ·~ -----.... ~ 
Pumps or packing letjks 

~ '---- ·~ 

Containment shows signs of erosion or ·~ ~ ~ spills 
Loading I Unloading areas: sign of ·~ ""-- ·~ 
spills or leaks ....... 

High Level Alarm ~ ""-..._ ~ 
.if 

Inspector Signature (sign daily) (/U/ ~ jfJU 
v 

.V = Satisfactory 

, X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday_ 

~ 
-....._ 

~ "-----
.. 

~ '-----
~ ~ 

"' ~ ~ ~ 
~ ~ 
a~ Af!/ ' ~ j/1 Lf/4f:'0 
y lf/1/tf!_ 

(/ (/ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hi h Level Alarm is not o erable; tank levels must be checked manual! 



90-DA Y HAZ~<(US WASTE CONT AlNER AC0l1MUI_,A,1!Q1f INSPECDfON 
. D I I ' ' / ' L.. I ' s. ' / /) /. // ' I I nspectwn ate ; Q· • l~ !J 0 7 Inspector s tgnature 1 ./ <, I !.;~- ~:/2./'11.-r..."';d 

I T /'1> ;.·-'1· / 
./:-

INSPECTION ITELVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (Corrected ·immediately I • lYOrk NIA 
accumulatecUstaged for management-related activities order) 

(chccl< YES if corrected 
\ immediatelY) 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or ' ' 

' other open spaces \ 

\ 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

- ' -
\ 

'. 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tightl ' 

' - '• -. \ 

Properly labeled 
(marked ''Hazardous Waste''. dated, legible, visible) 

. 

-
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

\ 

\. 
Compatible with matetial stored in them 

1\\ 
(11annnables in metal. corrosives in plastic or poly) 

"i 

. 
Properly segregated (if applicable) / 

(corrosives separated by 4ft in all directions from ·. 
\ nmmi:wblcs <Jnd oxidizers: no nitrocellulose in area) ·, 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



~ Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

,, "1- -· -::? I , . 
Month/DayNear l :'·"'·- .) ! -,_..~ "-:· 

I 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill I Spill control indicators 
operable ~ 

Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing le~s 

Containment shows signs of erosion or 
spills 
Loading I Unloading areas: sign of 
spills or leaks 
High Level Alarm 

Inspector SiQnature (siQn daily) 

Must use a blue ink pen 

Monday Tuesday Wednesday 
"-...._ ''..._,......., 

--.. ..... .., "", -~-

........................ "", ~ ., - -"' ""'"'~~,. ...... ,_ . ..,. ~ ""-......... 
'-... 

' ...... "'· ~ ........ ... ~ .......... ,, 
.. "\ 

~. 

"...., '""' , .... ..,.,., ....... ~...., ....... 

'"' 
.... 

'• ' 
··~ ............ \ 

'· \ '• 
', -., \ '"""' . 

\ '""''· 
.. 
-~. ·-.. \ .~ " :i 

: .... /f 

:]14~/ r/0 t( J (f((;t ~.~;/! ~./ L/;; . ! I 
/ u /;'A (/ {/I ( J 

\j .. ./'-'v 

J = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

.......... "~..,~ 
........ 

~ 

-~ ~ 
.. 

~~ ~ 
---........____ ~ 

~ 

~ ~ 
-~ ~ 
' '\ -~ 

1vP (!Jot/ 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions faken) 
If High Level Alarm is not operable; tank levels must be checked manually 

.___ 

! 



r" 

INSPECTION ITElVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or 
(corrected ·immediately I , work NIA 

accumulatecUstaged for management-related activities order) 
(checl\: YES if corrected 

~ 
immcdiatclv) . . t 

Containers meet UN standards and are properly \. 
.. 

closed with no visible gaps, cracks, holes, or 
other open spaces ; 

: 

' 
Containers in good condition 1 
(no leaks. severe corrosion, structural defects. dclmagc) \ 

- -
'; 

Covered with tight fitting lids . \ 
(lids and gaskets on correctly. rings and bungs tight> \ 

1 
\ . 

Properly labeled 
\ 
; 

' (marked ''Hazardous Waste''. daled, legible, visible) '• 

\ . 

-' Adequate aisle space and raised aboveground 
(easy access. rclised above accumulated rain water) \ 

\ 
' ' l 
; 

Compatible with material stored in them \ 
( nammables in metal. corrosives in plastic or poly) \ 

' 
\ 

Properly segregated (if applicable) \ 
/ \ (corrosives separated by 4ft in all directions from 

nmm.nablcs and oxidizers: no nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



.;n 

i 
j 

.. / -. ~· 

/' 

--. I .. 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

J 

I n '7 (./_ '-1 
Month/Day/Year --~ - v4. ./ (..) / 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
operable ·· ~ 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing letfks 

Containment shows signs of erosion or 
spills 
Loading I Unloading areas: sign of 
s_Qills or leaks 
High Level Alarm 

Inspector Signature (sign daily) 

· Must use a blue ink pen 

Monday 

·'-

'"""" ............ 
.................. ~ 

~ ... ~, ..... ~ ............... 

·.-........ '-. 

~. 

~-......... 

..,,.,., ·-, ...... 

"" ..... , 
··-, 

-~~ ... 
~ ... , .... 

,~ ,., / 
"' ... ~ ' .. ;') ,./. /..· 

4· f~_,u :'/ 
c<~ t/ L/; 

v 

Tuesday 
·---

· ..•. 

' 

"''"""'-

'""'· ,, 

"··~ ... "~ ··~-.. .. _ 
/'l 

,A~~-1/J~~~l 
, ' t- ~,,..I 

{_ . ./ 

Wednesday 

-... ..._...'"'~ ....... 

---
-~., .. , 

---.. ,\ 

--~ .... _ 
''·-., 

---.,, 

··-~ ... 
A ;.• 

/7 jj 
/ -'11 ... -11 
( _f ;f/.-·. 
. 
//,:/~ 'I"'_ .. /-! ,vvv ; 

I 

.~ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday 

~~ 

-~ 

-,~ 
"'~ 
-~ 

-~ 
~ 

~ciJ 

Friday 

"' ·--,, 

\ .... , ... ....,_., 

· ... ~ .... , 
' 

····--.... 
., 

.... ~ .. _, .... , 
\ 
"-, 

'· 
,/)! >1 /it/; •,' 

/ 

. .-J,-;: : -, 
_. J;/: / / 
I 1,--•/ 

v 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 

'---



90-DAY HAZARDOUS WASTE CONTAINER A~T!ON 
Inspection Date /)- b,~tj Inspector's Signature · : 

c 
INSPECTION ITEJ.\'1 YES NO COMMENTS I CORRECTIONS 

Includes-all areas where 90-day containers are 
or 

(corrected ·immediately I ·work N/A 
accumulatecUstaged for management-t·elated activities order) 

(checlc YES if corrected 
·~ 

immediatclv) t 

Containers meet UN standards and are properly 

\ 
.. 

closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition \ (no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids . \ (lids and gaskets on correctly. rings and bungs tigho 

. 
\ 

Properly labeled 
(marked ''Hazardous Waste··. daled, legible, visible) 

\ . 

I -
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them \ (nammables in metal. corrosives in plastic or poly) 
"i 

Properly segregated (if applicable) 1 \ (corrosives separated by 4ft in all directions from 
nanu.nablcs and oxidizers: no nitr·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

· Must use a blue ink pen 

Month/Day/Year /J- /D '-[)tj 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators 

-....., 

~ 
-.., 

....____··-., 
operable ...__ -
Tanks show signs of corrosion or leaks 

~ ~ ~' 
Valve or piping leaks 

~ ~ ~ 
Pumps or packing le~ks 

~ ~ ~ 
Containment shows signs of erosion or 

~ ~ ~ spills 
Loading I Unloading areas: sign of 

~ ~ ~ spills or leaks 
High Level Alarm 

.~ --............. J 

-~ 

"" 
Inspector Signature (sign daily} fJ!A;!I t'q ~ .... 

.~ = Satisfactory 

X = Deficiency 
{describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Fri{:lay 
.... , 

""''-
~-. ·, 

' 
~ ·~ 

.. 

~ -~ 
~ .~ 
~ ~ 
~ ~ ., 
~ 

ffiA (rAr //!1!/ ;fl/ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 



4 
. 

INSPECTION ITEIVI YES fqo COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected ·immediately I ·work NIA 
accumulatecUstaged for management-r·elated activities order) 

(chccJ.: YES if corrected 
~\ immediatelY) 

Containers meet UN standards and are properly 

I\ 
., 

closed with no visible gaps, cracks, holes, or ); 

other open spaces 

Containers in good condition 

~ (no leaks. severe corrosion, sLructural defects. damage) 

\ 
' 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tlghtl 

. \ 
Properly labeled \\ (marked ''Ha:~.ardous Waste''. dated, legible, visible) 

\ . 

\ -
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them \ (flammables in metaL corrosives in plastic or poly) 

Properly segregated (if applicable) \ tcorrosives separated by 4ft in all directions from 
narm.nables and oxidizers: no nitr·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) ifapplicable: 

\ 



MonthiDay!Y ear / .:< · J -O c/ 
40 CFR 265.195 RCRA Tank Inspections 

·"" 
Tanks/Equipment/Containment 
Overfill I Spill control indicators 
operable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
spills 
Loading I Unloading areas: sign of 
spills or leaks 
High Level Alarm 

Inspector SiQnature Jsign daily} 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Monday Tuesday Wednesday 

-~ ~- "'·"' 
~ 

·~ ........_ ~' 

~ -~ 

~ ~ ~ 

~ ~ ~ 

·--- -~ ~ 

"-- ' ·~ 

f/kl1l Yv-fl IJ?Afl 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

----- .~~. 

----- "--~ 
....___ 

........ 

""' ~ 

~ ~ 

~ ~ 
"" ~ 

f/Ajt) fMJ 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels must be checked manually 

I 
I 

I 



90-DAY HAZARDOUS ASTE CONTAINER A ION SPECTION """"'" ' . ~ 
Inspection Date /D-J(J -o'Y" Inspector's Signatur~ 

fNSPECTION ITELVI n:s NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected ·immediately I ·work NIA 
accumulated/staged for management-related activities order) 

(checl< YES if corrected ·;:. 
immcdiatclv) t 

Containers meet UN standards and are properly 

) 
.. 

closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

" " 

Covered with tight fitting lids . \ (lids and gaskets on correctly. rings and bungs tight) 

. 

Properly labeled \ (marked ''Hazardous Waste'·, dated, legible, visible) 

I"' 

\ -
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them \ (flammables in metal. corrosives in plastic or poly) 

' 

Properly segregated (if applicable) 1 \ tcorrosives separated by 4ft in all directions ti·om 
nanunablcs and oxidizers: 110 nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year ;iJ-J(; -o t/ 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday 
Overfill/ Spill control indicators ~ operable .. 

~ 

Tanks show signs of corrosion or leaks -.......... 
Valve or piping leaks 

----........ 

Pumps or packing le~s 
~ 

Containment shows signs of erosion or ~ 
spills 
Loading I Unloading areas: sign of 
spills or leaks 

·~ 

High Level Alarm " ·'-

/) ~ Inspector Signature (sign daily) jj 

· Must use a blue ink pen 

Tuesday Wednesday 

~ 
·-. 

' ~.' ,._ ... _ 

----··-.. _ ----.__ ~-~ ~. 

--- ........._ ___ 

----- ~ ........ 

----- ··---............. -....... 

--...--... --...... 
~ 

'"' ---.... 

.. ~ /0 rtl 
0tl-t 

v 
' 

4/ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

.~ ~ 
~ ,\ .. 

"'-- \ 
~ ~ 
~ -~ 

~ ,\ 
'-._ ~ 

@J/1' ~~P 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hi h Level Alarm is not o erable; tank levels must be checked manual! 

' 



N 

INSPECTION ITElVI YEs NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

accumulatecUstaged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tightl 

Properly labeled 
(marked ''Hazardous Waste''. daled, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
( nammablcs in metal. corrosives in plastic or poly) 

\ 

\ 

·~ 
t 

or 
NIA. 

\. 

\ 

\ 
\ 

\ 

\ 

~· 
Properly segregated (if applicable) 1 '\ 

(corrosives separated by 4ft in all directions from 
namlnablcs and oxidizers: no nitrocellulose in area) 

.......... _ 

(cOrrected ·immediately 
order) 
( chccl' YES if 
immediatelv) 

I ·work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year//-/ c, _nt./ . , I ..__,, 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators 

' ~-. ~ operable .. 
~ 

Tanks show signs of corrosion or leaks ~ ~ ~""" 
Valve or piping leaks 

~ ~ ~ 
Pumps or packing lecfks 

~ ~ ~. 
Containment shows signs of erosion or 

"" ~. ~ spills 
Loading I Unloading areas: sign of "' ~ -.."'-... 
spills or leaks 
High Level Alarm "'\ ~ ~ J 

/)11//·7/ /Yz;J1/ !)ttf!J Inspector Signature (si_gn daily) ~fll !/ //,' ' . t 
l ... 

. ~:/ 

J = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday ·- Friday 

'·"' ~ 
~ -----... .. 

~ ~ 

~. ~ 

~ ~ 

~ ~ 
~. ~ 

fJti!J flj/{/ 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 



,/iii;~,~:~·. t . 

90-DAY !!)1\RDO_US WASTE CONTAINER A~TION 
Inspection Date) -s--..oY Inspector's Signature · · ~ 

J r: 
INSPECTION ITEJ.VI YES NO COMMENTS I CORRECTIONS 

Includes-all areas where 90-day containers are 
or (corrected ·immediately I , work NIA 

accumulatecUstaged for management-t·elated activities order) 

\ 
(checlc. YES if corrected 

·~ . 
immcdiatclv) ~ 

Containers meet UN standards and are properly \ 
.. 

closed with no visible gaps, cracks, holes, or 

\ other open spaces 

' Containers in good condition 

\ (no leaks. severe corrosion, structural defects. damage) . . 

•. ' 
Covered with tight fitting lids . 

!\ (lids and gaskets on correctly. rings and bungs tightl 

. 
I 

Properly labeled 

\ (marked ''Ha:;.ardous Waste'·. daled, legible, visible) 
-

-
Adequate aisle space and raised aboveground 

\ (easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 

\ (f1ammables in metal. corrosives in plastic or poly) 

" 
• 

Properly segregated (if applicable) I 

\ (corrosives separated by 4ft in all din;ctions from 
naminablcs and oxidizers: no nitr"ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year/ /-:h-0 r 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators 

~ "-.., "'-operable ~ 

Tanks show signs of corrosion or leaks 
~. ~ ~ 

Valve or piping leaks 
~ 

......__ ~ 

Pumps or packing le~s 
~ --....... ~ 

Containment shows signs of erosion or 
~ '""-- ~ spills 

Loading I Unloading areas: sign of 
~ --...... ~ spills or leaks 

High Level Alarm . ...__ 
""' ~ • .r I 

Inspector Signature (sign daily) IJ14 jJJI!I /);4) 
u 

4/ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~- ......... , 
' 

~ "'-. 
. . 

~ ~ 

~ ~ 

~ ~ 

"" ~ 

"\ ~;f . I 

IW ~4( 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hi h Level Alarm is not o erable; tank levels must be checked manual! 

' 

J 
I 



90-DA Y HAZARDOI)$ W 1\rSTE CONTAINER AC~M'"ION IN$13ECTION 
Inspection Date I 0 -cJ.:ro 7 Inspector's Signature w/i~~~~ 

// 
INSPECTION ITE.lVI Yus ~No COMMENTS I CORRECTIONS 

Includes-all areas where 90-day containers are 
accumulated/staged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tightl 

\ 

Properly labeled \ 

(marked ,;H<v.ardous Waste'". dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with matetial stored in them 
{ nammablcs in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 1 

(corrosives separated by 4ft in all directions from 
namlnables and oxidit.ers: no nitrocellulose in area) 

\ 

·. 

l.t 

or 
NIA. 

\ 
\ 

\ 

\ 
•. 

\ 
\ 
\ 
\ 
\ 

(corrected ·immediately I , work 
order) 
(checl~ YES if corrected 
immcdiatclv) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

· Must use a blue ink pen 

Month/Day!Y ear/0 -:2.9 -o t/ 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators 

"" ~ ~ operable .. 
~ 

Tanks show signs of corrosion or leaks 

'~ ~ "-...... 
" Valve or piping leaks 

"~ ~ -~ 
Pumps or packing letjks \ ....-......._ ~ 
Containment shows signs of erosion or ,\ ~ ~\ spills 
Loading I Unloading areas: sign of 

\""' ~ ~ spills or leaks 
High Level Alarm 

" ~ ~ 
.,( 

/7 

Inspector Signature(sign daily) ?WJ jf [if (jfl/1{ 
#' 

. ./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Fri.c:tay 

~ ~ 

-~~ ---. 
.. 

-~ "---
·~ ----
~ -

''"'-...___ 
' 

""' ----- A' 

f)1fl!) flzdJ 
(/ v (/ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 

-------- -· 



90-DAY HAZARDQTJS:o/ ,ASTE CONTAINER ~ION 
Inspection Date_,,lo-l·. ·~ Inspector's Signature; 

INSPECTION ITElVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (cprrccted · immediately I ·work NIA 
accumulatecUstaged for management-related activities order) 

(chccli YES if corrected 
·~ 

immcdiatclv) t 

Containers meet UN standards and are properly 
., 

closed with no visible gaps, cracks, holes, or \ other open spaces 

Containers in good condition 

\ (no leaks. severe corrosion, structural defects. damage) 
- -

\ ... 

Covered with tight fitting lids . \ (lids and gaskets on correctly, rings and bungs tightl 
~ 

. 

Properly labeled \ (marked ''Hazardous Waste'·. daled, legible, visible) 

\ 
-

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
(flammables in metal. corrosives in plaslic or poly) 

.... 

Properly segregated (if applicable) ! \ tcorrosives separated by 4ft in all directions from 
naminablcs and oxidizers: no nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year /D -~ g- "'0 L,j 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tue~day We~nesday 

Overfill/ Spill control indicators ~ ~ ~ operable .. 
~ 

Tanks show signs of corrosion or leaks ~ ~ ~ 
Valve or piping leaks ~ .~ ------
Pumps or packing le~ks ~ ~ '~ 
Containment shows signs of erosion or 

~ ~ ~ spills 
Loading I Unloading areas: sign of 

~ ("" ~ spills or leaks 
High Level Alarm 

.l ~ ~ ~-
Inspector Signature (sign daily) ~ IYMI ~# 

.j = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

"' ""' "' """"--· 

~ ~ 
~ ~ 
~ ~ 
---......... ~ 
~ 

""' )Jt41 ii/j!(JI 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is n_ot operable; tank levels must__Q_e chegkect_manually ' 

i 



90-DA Y HAZARDOUS WASTE CONTAINER A~:ZECTION 
Inspection Date /c:.? -j .f. oj/Inspector's Signatur:..v~H? 

INSPECTION ITEIVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (cOrrected ·immediately I . work N/A 
accumulated/staged for management-t·elated activities order) 

(checlt: YES if corrected 
't- . 

immcdiatclv) t 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or ·. \ 

\ other open spaces \ 
I 

Containers in good condition \ (no leaks. severe corrosion, sLructural defects. dclmagc) 
- ' 

Covered with tight fitting lids . ., 
(lids and gaskets on correctly. rings and bungs tighO 

. 

Properly labeled 

\ (marked ''Ha:~.ardous Waste'·. dated, legible, visible) 

\ -
Adequate aisle space and raised aboveground 
(easv access. raised above accumulated rain water) 

Compatible with matetial stored in them \ ( nammables in metal. corrosives in plastic or poly) 
'i 

Properly segregated (if applicable) \ 
(corrosives separated by 4ft in all directions from 
naminables and oxidizers: no nitrocellulose in area) 

.. ""-'-
Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia ' 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year /0- l S-o( 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing le$<s 

Containment shows signs of erosion or 
so ills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

Monday 

~ 

~ 
~ 
~ 
~ 

Must use a blue ink pen 

Tuesday re~ay 
~ 

~. ·~ 

I~ ·~ 

~ 
I~ 

~ -----~ 

J = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

ITf:!ursday Friday 
·~ 

~ 
-~ 

~ 

~ 
~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not o_Q_erable; tank levels must be checked manually 



90-DAY HAZARDOUS .WASTE CONTAINER ACC'.J l]Vfl,l7. ION SPECTION 
Inspection Date/0-(1'""') / Inspector's Signature-~(4~!'C./A~h'f//N{~~-/!~A·"'-~:__ ___ _ 

/_ / 

INSP.ECTION ITELVI YES NO COMMENTS I CORRECTIONS 
(cOrrected ·immediately I , work 
order) 

Includes-all areas where 90-day containers are 
accumulated/staged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tight> 

Properly labeled 
(marked ''Hazardous Waste''. daled, legible, visible) 

', 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
(flammables in metal. corrosives in plastic or poly) 

\ 

or 
NIA 

't- . 
t 

•, 

\ 

\ 
•. 

\ 
\ 

\ 

~\ 

.\ 
\ 

\. 
.J 

1· 

\ 
Properly segregated (if applicable) 1 \\ 

(corrosives separated by 4 ft in all directions from . 
nanunablcs and oxidizers: no nitr·ocellulose in area) 

(checl.: YES if corrected 
immcdiatclv) 

'·· 

' 

\ 
\ -

"i 

Additional comments (initial and follow up actions to correct problem. etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year /0 -6'-r..:J lJ 
40 CFR 265.195 RCRA Tank Inspections 

·ranks/Equipment/Containment Monday Tuesday Wednesday 
Overfill/ Spill control indicators 

"'' 
.. 

~ 
. .. 

operable ~ ...... 

Tanks show signs of corrosion or leaks ~ "' '""-, 
Valve or piping leaks ~- ~-

--..........., 

Pumps or packing lecfks ~ ~ ~ 
Containment shows signs of erosion or 

~ "' ~ spills 
Loading I Unloading areas: sign of 

~ ~ ~ 
spills or leaks 
High Level Alarm 

·'-~ ~ ~ 

Inspector Signature (sign daily) fll4 !JWll f1;ll 

J = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

---.._, ,, 
~- ~ .. 

~ ~ 

~ ~ 
~ -~ 

~ "-
~ ~ 

!lrll /} ,(j [Jt/A 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions faken) 
If High Level Alarm is not operable; tank levels must be checked manually 

' 

~ . 



·"J¥.1~.-:..>t~-... 

90-DAY HAZARDOUS WASTE CONTAINER AC~~INSPEC:tiON 
Inspection Date /0--J --olj Inspector's Signature&/'fp ~~/ 

' I )7 v .. -..../ 

INSPECTION ITEiVI YEs "NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

accumulated/staged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tightl 

Properly labeled 
(marked ''Hazardous Waste''. daled, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
(Hammables in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) : 
(corrosives separated by 4ft in all directions from 
nmmnablcs and oxidizers: no nitr-ocellulose in area) 

\ 

or 
NIA 

't::- . 
'~ 

\ 
\ 
\ 
\ 
\ 

\ 
\ 

\ 
I 

) 
-·· 

(Corrected ·immediately 
order) 
(check YES if 
immcdiatclv) 

' 

I ·work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

MonthiDay/Y ear ! 0 ... J - c.) If 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday 
Overfill I Spill control indicators 

~ o erable .. ~ 

Tanks show signs of corrosion or leaks 
~ 

Valve or piping leaks ~ 

Pumps or packing le , s -........_ 

Containment shows signs of erosion or 
""'-s ills 

Loading I Unloading areas: sign of ~ s ills or leaks 
High Level Alarm ~ 

J 

· Must use a blue ink pen 

Tuesday Wednesday 

''-.. 

~ ~ 

""'-
~ 

~ 
~ 

,./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

., 

Thursday 

"" \ 
.. 

·~ 

----
~ 

~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hig_h Level Alarm is not operable; tank levels m_ust_Qe __fhec~d !!lal}_uaJiy 

.____ 



INSPECTION ITEIVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (corrected ·immediately I ·work N/A 
accumulated/staged for management-r·elated activities order) 

(chccli YES if corrected ·;:. 
immcdiatclv) t 

Containers meet UN standards and are properly 

\ 
.. 

closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 

\ 
(no leaks. severe corrosion, slructural defects. damage) 

' 

•. 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tightl 

. 
I 

Properly labeled I 
(marked ''Ha/.ardous Wnstc''. dated, legible, visible) 

\ . 

-
Adequate aisle space and raised aboveground 

' 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them ,) ( nammablcs in metaL corrosives in plastic or poly) 

' 

Properly segregated (if applicable) \ 
(corrosives separated by 4ft in all directions ti·om 
namtnables and oxidizers: no nitr·ocellulose in aren) 

I 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year 9-~ f-o Y 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Eauipment/Containment 
Overfill/ Spill control indicators 
ooerable ·· ~ 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing le<JKs 

Containment shows signs of erosion or 
soills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alar,m 

Must use a blue ink pen 

Monday Tuesday Wednesday 

"'· ~ 

~ ~ 

"-- ~ 

~ 
~ 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
.comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~ ~ 

"' -~ 

~ ~ 

~ 

~ ~ 
~ 
~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiah Level Alarm is not ooerable; tank levels must be checked manual! 



~j)lk~,--:~--

90-DA Y HAZARDOUS WASTE CONTAINER AC~~ INSPE 
Inspection Date '7--;7 "U Y Inspector's Signature 1/11/~..Jh&.:.-;.- ..tr 

// 

ON 

INSP_ECTION ITEiVI YEs No COMMENTS I CORRECTIONS 

Includes-all areas where 90-day containers are 
accumulated/staged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

or 
N/A 

\ 
Containers in good condition 
(no leaks. severe corrosion, structural defects. dclmagc) \ 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tight> 

Properly labeled 
(marked ''Ha;~.ardous Waste''. dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
(nammables in metal. corrosives in plastic or polY) 

Properly segregated (if applicable) 
(corrosives separated by 4ft in all directions from 
naminablcs and oxidizers: no nitr·ocellulose in area) 

I\/ 
•. 

\ 
\ 
\ 
\ 
\ 

~·. 

(corrected ·immediately 
order) 
( chccl.: YES if 
im.mcdiatclv) 

.... 

I . work 

corrected 

' 

. 

-

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

c 
Month/Day/Year 1-1 7 '0 Y 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equioment/Containment 
Overfill/ Spill control indicators 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing le'fks 

Containment shows signs of erosion or 
soills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

-~ 

Must use a blue ink pen 

Tuesday 

~. 

~ 

~ 

. ./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Wednesday IThur~day Friday 

~.I~ "" ~ 
~ 

~ 
~ 

~ 

~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 



"i,:{iiiitlk-~. >~ ·-: 
90-DA Y HAAARDOUS WASTE CONTAINER AC~IclN INSPE N 

Inspection Date 5-J(h- 0 t-j Inspector's Signature ~¢!." 
./ P r "~ &" 

INSPECTION ITElVI 
Includes-all at·eas where 90-day containers are 

accumulated/staged for management-related activities 

YES~ NO 
or 

NIA 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or·\.·. 
other open spaces 

\ 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) \ 
Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tight> 

Properly labeled 
(marked ''Ha:t.ardous Waste''. daled, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
(Hammables in metal. corrosives in plastic or poly) 

. . 

\ 
\ 

\ 
Properly segregated (if applicable) 1 \ 

(corrosives separated by 4ft in all directions from I 
nmm.nablcs and oxidizers: no nitr·ocellulose in area) \ 

COMMENTS I CORRECTIONS 
(corrected ·immediately I . work 
order) 
(checl< YES if corrected 
immcdiatclv) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

MonthiDay/Y ear ~ -;~-o1 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators ·~ ..... ~ ........ ····~ .... .._ 
operable .. 

~ 

Tanks show signs of corrosion or leaks 
~ -.... .. '"" ........ -·~. "'~ ---·---

Valve or piping leaks ~ 
.,'-.. 

'""""' "-··-""' 
"·~ .... 

Pumps or packing le~ks ~ ··-
''">. ~ • ...,,~ -~- .. ~-

'-., 
'........... 

Containment shows signs of erosion or ~ 
-,~ 

'· .... ~ 
spills ~ w-""''"'--

Loading I Unloading areas: sign of ~ ····· .... ~.,. ... """-....., ...... ·-'........ 
spills or leaks 
High Level Alarm "' 

.,., 

'"' J. A 

Uhfl 17 4 I 
/1 11/ ' •''.fl (, I f:;i,Y .f / I / I / ,1 h / ' r· / :;1',./ ~'t (..//. / l 

Inspector SiQnature (siQn daily) , . If' I · • {/(,I I .;' ... ~ // i / ... ;)·1../ ./ •'' I /"', 
; ./ \,/ J 

U' ' 

.1/ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
.corrective actions/dates taken) 

Thursday Friday 

"""' ""'"-' 
""'""' ~ .. 

~- ~ 
.............. "", ~ 
,·-,, ~ 
-~ ~ 

"'- \ 
I 

(;t7J! l}};a' ·' !! // 
/ .:1 • t--· I 
·./li/ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If HiQh Level Alarm is not operable; tank levels must be checked manually 

-- -----



90-DAY lfAbARDOU_S yY ASTE CONTAINER AC~N IN ECTION 
Inspection Date /~ )O'O~ Inspector's Signature 

~~~~~--~-------

INSPECTION ITEJ.VI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or (Corrected ·immediately I ·work NIA 
accumulated/staged for management-related activities order) 

·~:-
(chccl< YES if corrected 

t immcdiatclv) 

Containers meet UN standards and are properly 
.. 

closed with no visible gaps, cracks, holes, or J 
other open spaces \ 

Containers in good condition \ (no leaks. severe corrosion, structural defects. damage) 
' ' 

•. 

Covered with tight fitting lids 

\ (lids and gaskets on correctly. rings and bungs tightl 

. 

Properly labeled \ (marked ''Ha/.ardous Waste''. dated, legible, visible) 
. 

\ -
Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them \ (flammables in rnctnl. corrosives in plastic or poly) 
'i 

Properly segregated (if applicable) 1 \ (corrosives separated by 4ft in all directions from 
nanu.nables and oxidizers: no nitrocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year CJ" )Q vO Y 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill I Spill control indicators 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing le~ks 

Containment shows signs of erosion or 
so ills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

Monday 

~ 
~ 

Must use a blue ink pen 

Tuesday Wednesday 

~ ~ 

~ " ~ "" ~ ~ 

J = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Friday 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiah Level Alarm is not ooerable; tank levels must be checked manuall 

·• 



90-DA Y HAZARDOUS WASTE CONTAINER ACCAJJ'v'.[l.WQ..T~N INSPE ION 
Inspection Date~ -1-o:f Inspector's Signature tr// U.&4fh/J11,'D!TY/ #111/' v v 

INSPECTION ITEIVI YEs NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

accumulated/staged for management-related activities 

or 
N/A 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or \. 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, slructural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tightl 

Properly labeled 
(marked ''Hazardous Waste''. dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with matetial stored in them 
(nammablcs in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 
(corrosives separated by 4ft in all directions from 
naminablcs and oxidizers: no nitrocellulose in area) 

\ 

\ 
\ 

\ 

\ 

(corrected ·immediately 
order) 
(chccl.: YES if corrected 
immcdiatclv) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Month/DayNear 9-] -o r! 
7 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators _ 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
so ills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Monday Wednesday 

"' .. ,, ""·· 

~ 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Friday 

"""" 
............ 

" 
~ 

~ 

~ 
...._ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiah Level Alarm is not ooerable; tank levels must be checked manuall · 



90-DA Y HAZARDOUS WASTE CONTAINER ACC]JMUT .A '1'~ INSP 
Inspection Date ~;(~ ·oL/ Inspector's Signature /J1/j'7/J. Ofl1v;;.JAI 

;::f' 1-fl- p 

ION 

INSPECTION ITEJVI YEs NO COMMENTS I CORRECTIONS 

Includes-all areas where 90-day containers are 
accumulatecUstaged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no teaks. scyere corrosion, structural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tightl 

Properly labeled 
(marked ''Hazardous Waste''. dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with matetial stored in them 
(Oammablcs in metal. corrosiYcs in plastic or poly) 

or 
N!A 

\ 

\ 
\ 
\ 

Properly segregated (if applicable) '\ 
(corrosives separated by 4ft in all directions from 
namlnablcs ;md oxidizers: no nitrocellulose in area) 

(corrected ·immediately 
order) 
( chccli YES if 
immcdiatclv) 

I . lYOrk 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Month/Day/Year ~0{8-o/ 

40 CFR 265.195 RCRA Tank Inspections 

-~ 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators _ 
o erable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
s ills 
Loading I Unloading areas: sign of 
s ills or leaks 
High Level Alarm 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Monday Tuesday Wednesday 

............. ,, 
..... ,_ '-·-.. -------
~ ··~ ~ 

~ ~ ~-

~ ~ 
......__ 

~ 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Frid 

~ 

~ 

-~ '~. 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hi h Level Alarm is not o erable; tank levels I"TlUSt be checked manually 



90-DAY HAZARDOUS Y:i ASTE CONTAINER AC~V{Ol)l7{NSPEC 
Inspection Date §-iJ.0-0'1 Inspector's Signature/&/ ~VHffi"_&- · 

/?" 1/ V /' ~V" ..,...-

N 

INSPECTION ITEIVI YES No COMMENTS I CORRECTIONS 

Includes-all at·ens where 90-day containers are 
accumulated/staged for management-t·elated activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tight) 

Properly labeled 
(marked ''Hu.ardous Waste''. daled, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatiblewith mate1ial stored in them 
(llammables in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 
(corrosives separated by 4ft in all directions from 
namt.nClbles Clnd oxidizers: no nitrocellulose in area) 

or 
N/A 

\ 

\ 
\ 

\ 

(corrected ·immediately 
order) 
( checl< YES if 
immcdiatelv) 

I , ·work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



MonthiDay/Y ear 2{;)... Q---0 t 
40 CFR 265.195 RCRA Tank Inspections 

·""-

Tanks/EquipmenUContainment 
Overfill I Spill control indicators 
o erable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
s ills 
Loading I Unloading areas: sign of 
s ills or leaks 
High Level Alarm 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Monday Tuesday 

~ ' \ 
\ 

""' 
~ 

~ 
-~ 

It/' = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Friday 

''· ..... 

"'· 
~-

~ 

""' 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hi h Level Alarm is not operable; tank levels must be checked manually 



90~DAY HAZARDOUS WASTE CONT ~R AC~~TI N INSPE>JION 
Inspection Date g=: ..... )J ~clj Inspector's Stgnature /}/}A )~4- '11~ 

/ VJ' ~ 

INSPECTION ITE.t'VI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

accumulated/staged for management-t·elated activities 

or 
N/A 

Containers meet UN standards and are properly \ 
closed with no visible gaps, cracks, holes, or ·. 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tightl 

Properly labeled 
(marked ''Huardous Waste'·. dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with matetial stored in them 
(nammnbles in metal. corrosives in plastic or poly) 

\ 

\ 
\ 
\ 

Properly segregated (if applicable) '\ 
(COtTosives separated by 4ft in all directions from 
Oatm.nables and oxidizers: no nitrocellulose in area) 

( ci>rrected · immediately 
order) 
( chccl.: YES if 
immcdiatelv) 

I ·work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Month/Day/Year ~6 -() Y 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
o_Q_erable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
s~ills 
Loading I Unloading areas: sign of 
s ills or leaks 
High Level Alarm 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Monday Tuesday Wednesday 

~ --...... 

~ 

--.... ~ 

~ ~ ~ 
~ ~ 

~ 

"' 

. ./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Friday 

'-_,_ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels must be checked manually -



90~DA Y HAZARDOUS \Y.fo.STE CONT ~R ACC~~IQJS(INSPjiCTION 
Inspection Date /· =?o ·ot' Inspector's Stgnature ~ ~hA .. ...d' ,_ J' 'P/ 

INSP.ECTION ITElVI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

accumulatecUstaged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tightl 

Properly labeled 
(marked ''Hazardous Waste''. dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with matetial stored in them 
(flammables in metal. corrosives in plastic or poly) 

or 
NIA 

\ 
\ 
\ 

\ 
\ 
J 

Properly segregated (if applicable) \ 
(corrosives separated by 4 ft in all directions from 
nann.nablcs and oxidizers: no nitrocellulose in area) 

(corrected ·immediately 
order) 
( checli. YES if 
immediatelv) 

I ·work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



-----> ---;:::;: Ll 
MonthiDayN ear/ - J 0 ~ () v 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill I Spill control indicators 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
so ills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Monday Wednesday 

'----- ~-

~ ~ 

~ 

~ 
~ 

.,/ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday 

~ 
~ .~ 

~ 

~ 

~ 

~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels must be checked manually 



90-DAY HAZARDOUS Wf\~TE CONT AlNER ACCUNIUL&TIOt - SPECTIOV/ 
Inspection Date /""--;;z::I vQ f1nspector's Signaturea;;)-1'~- ~ fU.<.R:rxf:_/ 

d"' 
INSPECTION ITEfVI YES NO COMMENTS I CORRECTIONS 

Includes-all a1·eas where 90-day containers are 
accumulatecUstaged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

\ 

or 
N/A 

\ 

\ 
Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids 
llids and gaskets on correctly. rings and bungs tight> 

Properly labeled 
(marked ''Hazardous Waste'·. dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
(nammablcs in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 
tcorrosives separated by 4ft in all directions from 
naminnblcs and oxidizers: no nitrocellulose in area) 

~ 

\ 

\ 

\ 
\ 

\ 

(corrected ·immediately I , work 
order) 
(check YES if corrected 
immcdiatclv) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year/ ":J. J '-.e) (/ 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Eauipment/Containment 
Overfill I Spill control indicators 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
soills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

~ 

....__, 

"' ~ 

Must use a blue ink pen 

Wednesday 

~ .. " 

~ 

~ 
~ ~ 

~ 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~' 
~ 

~ 

~ 
~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not ORerable; tank level§ must t?_~ checked f!l_anu§l!y 

" 



90-DA Y HAZARDOUS WASTE CONT AlNER ACCUMUL_A)'IOI)T INSPECTJON 
Inspection Date 7-/6 0 Lj Inspector's Signature WAr %A/h/l~~ 

~ d f/ v {..-' v ~ 

INSPECTION ITE.l\'I YES 1'fo COMMENTS I CORRECTIONS 
Includes-all a1·eas where 90-day containers are .;,~ (corrected ·immediately I , work 

accumulatecUstaged for management-1·elated activities order) 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks .. holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correctly, rings and bungs tightl 

Properly labeled 
(marked ''H<vardous Waste''. daled, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with matetial stored in them 
(llammables in metaL corrosives in plastic or poly) 

Properly segregated (if applicable) 
(corrosives separated by 4ft in all directions from 
nanlli:tablcs and oxidizers: no nitr·ocellulose in area) 

(chec1<. YES if corrected 
immcdiatclv) 

\ 

\ 

\ 

\ 
\ 
\ 

\ 
Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year 7---/6 --Q ?Jj 
I 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
operable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
SPills 
Loading I Unloading areas: sign of 
spills or leaks 
High Level Alarm 

Must use a blue ink pen 

Tuesday 

~-~ 

~~ 
~ 

~ 
~ 
~ 

. ./ = Satisfactory 

X = Deficiency 
{describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Wednesday !Thursday 

~. 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels mw:;t be ch~cked ma_l'l_l1ally 



90-DA y HAZARDOUV ASTE CONTAINER ACC~$I INSP 
Inspection Date '7· 9 ·--D Inspector's Signature~_#'~"' 'A ~. 

~ 7P'Y 

TION 

INSPECTION ITEJ.VI YES NO COMMENTS I CORRECTIONS 

Includes-all at·ens where 90-day containers are 
accumulated/staged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks) holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, sLructural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tightl 

Properly labeled 
(marked ''Hazardous Waste''. daled, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
(nnmmables in metal. corrosives in plaslic or poly) 

Properly segregated (if applicable) 
lCorrosives separated by 4ft in all directions ti·om 
naminablcs and oxidizers: no nitr-ocellulose in area) 

·~ 
t 

or 
N/A 

\ 
\ 
\ 
t 

\ 

(corrected ·immediately 
order) 
( checl<. YES if 
immcdiatclv) 

I ·work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Month/Day/Year?· 'J-() tj' 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs Df erosion or 
soills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

,J = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Friday 

\ 
~· 

~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 

'•'. ····~· ~ 



90-DAY HAZARDOUS WASTE CONTAINER AC~ 
Inspection Date -:?e/ ·O ~ Inspector's Signature ~ 

/ 
INSPECTION ITEJ.VI YEs NO COMMENTS I CORRECTIONS 

Includes-all at·eas where 90-day containers are 
accumulated/staged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

\ 

or 
N/A 

~ 
Containers in good condition 1\ 
(no leaks. SC\'Crc corrosion. structural defects. d.1magc) 

1 

\ 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tightl 

. 

Properly labeled 
(marked ''Ha/.ardous Waste··. dalcd, legible, visible) 

Adequat~ aisle space and raised aboveground 
(easy accessrt raised above accumulated rain water) 

Compatible with matetial stored in them 
(llammablcs in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 
(corrosives separated by 4ft in all directions from 
naminables and oxidizers: no nitrocellulose in area) 

\ 

\I\ 
\ 

1\ 
\ l 

\ 

(corrected ·immediately 
order) 
( chccl.: YES if 
immcdiatclv) 

I ·work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 

\ 



Month/Day/Year7··;J v 0 :;/ 

40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill I Spill control indicators 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
so ills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Monday Tuesday Wednesday 

~ ~ 
·~ 

·~ 

~ 
~ 
~ 

trru11 IJN/!l 

J = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

~ 
~ 
~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 



90-DA Y HAZj\RDQUS WASTE CONTAINER ACCJ..J11ULM ON 1/(SPECTIO~ 
Inspection Date 0-01. j ,_ oY Inspector's Signature 0/'// u~4/ ~ /?1, // 

;;- ~ ;;'?"' , I' 

INSPECTION ITEIVI YEs No COMMENTS I CORRECTIONS 
Includes-all at·eas where 90-day containers are 

accumulated/staged for management-related activities 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. se,·ere corrosion, sLructural defects. damage) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tightl 

Properly labeled 
(marked ''Ha:t.ardous Waste'·. daled, legible, visible) 

Adequate aisle space and raised aboveground 

or 
NIA 

\ 
\ 

;\ 
\ 

(easy access. rdised above accumulated rain water) L 

Compatible with mate1ial stored in them 
(flammables in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 
(corrosives separated by 4ft in all directions from 
nanu.nablcs and oxidi/.crs: no nitrocellulose in area) 

\ 

(corrected ·immediately 
order) 
( chccli YES if 
immcdiatclv) 

I ·work 

corrected 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 



Month/Day/Year0.~5--o if 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill I Spill control indicators -
o_Q_erable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
spills 
Loading I Unloading areas: sign of 
spills or leaks 
High Level Alarm 

Inspector SiQnature (sign daily) 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Monday Tuesday Wednesday 

"" 
·~ 

' ~ ~ "" ~ ~ ~ 

~ ~ ~ 
~ ~ ~ 

'~ \ ~ 
~ \ \ 

J 

/!41 0(;111 /1 Uttr 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday Friday 

~ ·~ 

~ ~ 
~ ~ 

~ ~ 
~ ~ 

"" 
~ ~ 

~ ~ 
/J I 

f/fi f/i;fJ 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiqh Level Alarm is not operable; tank levels must be checked manually 

'•-:, .. "-

I 
I 



90-DAY HAZARDOUS WASTE CONTAINER~~~ 
Inspection Date 0' 'lff'c;:;>'( Inspector's Signature~ ~"2~ 

INSPECTION ITEIVI YES NO COMMENTS I CORRECTIONS 
Includes-all m·eas where 90-day containers are 

or (c"orrectcd · immediately I . work NIA 
accumulatecUstaged for management-related activities order) 

(check YES if corrected 
't-

immcdiatclv) t 

Containers meet UN standards and are properly 
., 

1\ closed with no visible gaps, cracks, holes, or '! 

other open spaces 

Containers in good condition \~ (no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correcrly. rings and bungs tightl 

. 11 
Properly labeled 
(marked ''Ha:t.ardous Waste'·. dated, legible, visible) 

. 
\ 
\ 

Adequate aisle space and raised aboveground 
(easy access. rdi.sed above accumulated rain water) 

\ 
Compatible with matetial stored in them \ 
(nammnbles in metal. corrosives in plastic or poly) 

\ . 
\ I 

Properly segregated (if applicable) 
(corrosives separated by 4ft in all directions from 
nanu.rwbles and oxidizers: no nitt·ocellulose in area) 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 

-



Month/Day/Y ear6-/ J-- Jc.:/ Y 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill/ Spill control indicators 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
soills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Wednesday 

~ 

~ 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Friday 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiah Level Alarm is not operable; tank levels must be checked manually 

;-[;/~ei) SuJ,TC~ ofV 6-JS"-oV CfiTfltrJcov0 



INSPECTION ITEJ.VI YES NO COMMENTS I CORRECTIONS 
Includes-all areas where 90-day containers are 

or 
(Corrected ·immediately I ·work N/A 

accumulatecUstaged for management-related activities order) 
(chccl{ YES if corrected 

~ immcdiatclv) t 

Containers meet UN standards and are properly 
., 

\ closed with no visible gaps, cracks, holes, or 
i 

other open spaces 

Containers in good condition 

\ (no leaks. severe corrosion, structural defects. damage) 

•. 

Covered with tight fitting lids 

\ (lids and gaskets on correctly. rings and bungs tightl 

. 
I 

Properly labeled \ (marked ''Hazardous Wnstc•·. dated, legible, visible) 

\ -
Adequate aisle space and raised aboveground 

\ (easy access. raised above accumulated rain water) 

\\ 

\ 
' 

Compatible with mate1ial stored in them 
(Hammnblcs in mctnl. corrosives in plastic or poly) 

Properly segregated (if applicable) ·~ (corrosives separated by 4ft in all directions ti·om 
nmm'nablcs and oxidi1.crs: no nitrocellulose in area) 

Additional comments (initial and follqw up actions to correct problem, etc.) if applicable: 



Month/Day/Year 6'-- j)-..o{j 

40 CFR 265.195 RCRA Tank Inspections 

·-Tanks/Equipment/Containment 
Overfill I Spill control indicators 
o erable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
s ills 
Loading I Unloading areas: sign of 
s ills or leaks 
High Level Alarm 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Monday Tuesday 

~ 
~ 

~ 

~ 

foil/ 

.~ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

ft/11 
Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hiah Level Alarm is not operable; tank levels must be checked manually 

o;v 6-~--o~ £L-euTIC.1c ( }J-1) ~ 0 IV 00 ~ J j CA.JqJ C LJ \ ~ 

-------------



90-DAY~OUS WASTE CONTAINER A~ ION 
Inspection Date ~'LJ}/ Inspector's Signature~· 

INSPECTION ITEJ.VI 
Includes-all areas where 90-day containers are 

accumulated/staged for management-related activities 

Yl!.S NO COMMENTS I CORRECTIONS 
or 

N!A (corrected ·immediately I , work 
order) 

\ \ (chccli YES if corrected 
immcdiatclv) 

Containers meet UN standards and are properly \ 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. se\·cre corrosion, structural defects. damage) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tight) 

Properly labeled 
(marked ''Hazardous Waste''. dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with matetial stored in them 
(flammables in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 
tcorrosives separated by 4ft in all directions from 
narninables and oxidizers: no nitr·ocellulose in area) 

\ 

\ 

\ 
\ 
\ 

1\ 

~ 
Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 

.. ,. 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Must use a blue ink pen 

Month/Day/Year tf-!l--ot/ 

40 CFR 265.195 RCRA Tank Inspections 

.~.'Po. 

Tanks/Equipment/Containment Monday Tuesday Wednesday 
Overfill I Spill control indicators 

"" \ ~ operable 
Tanks show signs of corrosion or leaks \ ~ ~ 
Valve or piping leaks -----. "" Pumps or packing leaks ~ ---......... ~ 
Containment shows signs of erosion or 

"" spills 
\ 

"" Loading I Unloading areas: sign of 
~ ~ "" spills or leaks 

High Level Alarm \_ 

"" "' 
Inspector Signature (sign daily) ~tffil ltlk# 1/fl' 

(/ 

./ = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursqay -Ft:l.day 

\ ~-, 
" 

~ ~. " 

"" ~ -..... 

\ ~ 
~ ~ 
~. ~ 
~ ~ J 

!/WI (/1;1/) 
I v 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 

-

! 

I 



~-.. . )·~· ":<,· 

90-DA Y HAZARDOUS WASTE CONT~R ~CCW1tJL£~SPEC~N 
Inspection DateS~J:=~/ Inspector's Signature ("~./?'/ ':bJ_,~;J"--

> ~ y , , 

INSPECTION ITE!VI 
Includes-all m·eas where 90-day containers are 

accumulatecUstaged for management-related activities 

YES NO COMMENTS I CORRECTIONS 
or 

NIA (corrected . immediately 
order) 

I , work 

(chec){ YES if corrected 

Containers meet UN standards and are properly 
closed with no visible gaps, cracks, holes, or 
other open spaces 

Containers in good condition 
(no leaks. severe corrosion, slructural defects. damage) 

Covered with tight fitting lids 
(lids and gaskets on correctly. rings and bungs tight> 

Properly labeled 
(rnmked ·'Hazardous Waste··. dated, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
(f1ammables in metal. corrosives in plastic or poly) 

Properly segregated (if applicable) 
(corrosives separated by 4ft in all directions from 
narm.nables and oxidiz.ers: no nitrocellulose in area) 

immediatclv) 

.. 

\ 
't 

~ 
\\ 
\ 

' 

\ 

\ J 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 

. ~:, . 

-

! . 



Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Month/Day/Year:;-· -;< tz'-vz/ 
40 CFR 265.195 RCRA Tank Inspections 

"":¥4 

Tanks/Equipment/Containment 
Overfill I Spill control indicators 
o erable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
s ills 
Loading I Unloading areas: sign of 
s ills or leaks 
High Level Alarm 

Must use a blue ink pen 

Mo Tuesday 

~\ 

~ 
~ ~ 

\ 

(h# /)t;d 

J = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Thursday 

~ 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If Hi h Level Alarm is not o erable; tank levels must be checked _manually_ 



90-DA Y HAZARDOUS WASTE CONT AlNER Ac;q_JMUL~ATIOl'::l INSPECJION 
Inspection Dat~o.</--o~ Inspector's Signature C/1-4/-~· -~h~ 

., ~/' r 

INSPECTION ITEJVI YEs No COMMENTS I CORRECTIONS 
Includes-all arens where 90-day containers are 

accumulated/staged for management-related activities 

or 
N/A (corrected ·immediately 

order) 
I . work 

Containers meet UN standards and are properly \ 
closed with no visible gaps, cracks, holes, or 
other open spaces _ 

Containers in good condition 
(no leaks. severe corrosion, structural defects. damage) 

Covered with tight fitting lids . 
(lids and gaskets on correctly. rings and bungs tightl 

Properly labeled 
(marked ''Hazardous Waste'·. daled, legible, visible) 

Adequate aisle space and raised aboveground 
(easy access. raised above accumulated rain water) 

Compatible with mate1ial stored in them 
(Hammablcs in metal. corrosives in plastic or poly) 

l 
•. 

\ 
\ 

~ 
.. 

1\ 
Properly segregated (if applicable) \ 
(corrosives separated by 4ft in all directions ti·om 
naminablcs and oxidizers: no nitr·ocellulose in area) 

( checl\: YES if corrected 
immcdiatclv) 

. 

Additional comments (initial and follow up actions to correct problem, etc.) if applicable: 

-



Month/Day/Year S cJ/ -n l/ 
40 CFR 265.195 RCRA Tank Inspections 

Tanks/Equipment/Containment 
Overfill I Spill control indicators 
ooerable 
Tanks show signs of corrosion or leaks 

Valve or piping leaks 

Pumps or packing leaks 

Containment shows signs of erosion or 
so ills 
Loading I Unloading areas: sign of 
soills or leaks 
High Level Alarm 

Akzo Nobel Coatings 
Roanoke Virginia 

Daily Hazardous Waste Tank Inspection Log 

Monday 

\. 

~ 

~ 

""-

Must use a blue ink pen 

Tu Wednesday 
., 

''· 
~ 

.It/' = Satisfactory 

X = Deficiency 
(describe each deficiency in 
comments section. Indicate 
corrective actions/dates taken) 

Comments (note details of deficient conditions observed, actions necessary, actions taken and dates of actions taken) 
If High Level Alarm is not operable; tank levels must be checked manually 


